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Abstract
This thesis presents several machine learning and a few statistical methods applied for
time series forecasting. The time series used in this work as a case study is a result of
the energy production of two small hydropower plants. The amount of produced energy
is measured each hour during almost two years. The hydropower plants are located in
Hyen, Western Norway. One of them is located in mountains with rocky ground so it
means that the effect of rain should be immediate and short. The other one is located
further in the valley with the pond nearby which means that the stream has water almost
during all year and the effect of the rain is not that immediate. Forecasting of energy
production for such small power plants is an essential tool for ensuring ongoing power
supply for user demand, planning of reserve power supply and transaction between power
plants. Applying several techniques to the datasets we have tried to determine the best
method to build a one-step-ahead prediction model. Also we have been aiming to estimate
the impact of different attributes on the forecasting process.
Keywords: time series, prediction, forecasting, machine learning, regression, ARIMA,
R, Matlab, SVM, Artificial Neural Networks, energy production, hydropower plant
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Chapter 1
Introduction
Increasing worldwide demand of electricity cause rapid deployment of renewable, or green,
energy – energy that comes from natural resources – which results in significant energy
sustainability and economic benefits. An energy production forecast, which gives infor-
mation about how much energy will be produced by a certain power station can be useful
for optimising the marketing of a renewable energy and hence deploy systems integration.
Yet, renewable energy production depends a lot on environmental conditions such as pre-
cipitation, wind power, geothermal heat, etc. As a result, the energy production of such
systems is fluctuating and their feed-in into a power grid is difficult to forecast.
1.1 Motivation
The problem of energy production forecasting needs to be addressed as the contribution
of green energy to the grid is constantly rising. Some countries have laws which makes
green energy prioritized to the energy produced from fossil fuels concerning about the
environment. For some remote territories energy produced, for example, from a local
small hydropower plant becomes the only source of energy.
For small hydropower plants the problem of production forecasting is a cornerstone of
a sustainable development. To be a steady supplier in energy market for such small power
plants means to be capable of providing a demanded amount of energy. In the meantime,
to be ensure that the supplied power is fully utilized form a grid demand forecasting should
be done which is also a time series problem. Short-term forecasting is an essential tool
for ensuring ongoing power supply, planning of reserve power supply, carrying out energy
transactions between power stations and so on.
Forecasting of energy production is a dynamic process. For example, forecasting for
the next 48 hours requires constantly updating information about weather measurements,
discharge, previous energy production, to ensure proper calibration of the system. How-
ever the control of energy production depends not only on uncontrollable power resource
but on the manager strategies of a certain power plants which depends on technical re-
strictions, price instability, users’ demand and so on. Yet all those information are not
always available what makes a renewable energy forecasting being difficult to control. Fur-
thermore for production forecasting given weather conditions the forecast of weather itself
should be done which impact with some error on the final results as it always contain some
error in it.
Our project is closely related to a project initiated by eSmart Energy Systems, Halden,
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which includes forecasting for small hydropower plants. The available data was gathered
for two hydro power plants located in nearby to each other – Hyen, western part of
Norway. Even though they are near to each other, the surrounding topology differs so it
might cause different effects on the energy production. The chief objective of the work
is to estimate different approaches applied to energy production forecasting for small
hydropower stations and determine the best forecasting model using the data gathered
from this two hydro power plants as use cases. Furthermore the thesis work, in this
context, attempts to address of finding those features which impact in a positive way on
forecasting.
Forecasting essentially consists of the predicting the future state based on the previous,
or historical, values. Our main purpose is to build a short-term forecasting model that
will predict a next hour energy production. For that purpose we were kindly provided by
the data by eSmart. This data consists of an hourly measured power production of each
hydro power plant mentioned above, and, as an exogenous information, daily measured
precipitation and temperature values gathered in a nearby town.
1.2 Research Question and Method
Given motivation mentioned above our main focus is to build an accurate model for energy
production forecasting what involves comparing and analysing different approaches to time
series prediction.
As we have mentioned above, the two power plants we are using as a case studies in this
research are located in nearby to each other however have different topology. Thus one of
the hydropower plants is located in a rocky mountains which means that the effect of the
rain is short and immediate. The other power plant has a pond near it what means that
the effect of the rain is not that immediate and have a long-term dependencies. Regarding
this problem the first part of our research question concerns different techniques and their
capabilities of finding short-term and long-term effect in a time series:
RQ 1 Which approaches – statistical or machine learning (which also include a range of
methods) – are better in predicting, and also finding short-term and long-term effects
in time series
Obviously those models which are capable of finding those long-term dependencies
should be more accurate in prediction. Yet the impact of different features should also be
analysed in order to find those which positively effect the accuracy of chosen models. For
example, calendar data might shed some light on the calendar dependencies such as less
energy production in winter month as precipitation is mostly in the frozen state. Hence
the second part of our research question regards the exogenous information and its impact
on the model building:
RQ 2 Which exogenous features regarding energy production process in a hydropower plant
are relevant for building an accurate prediction model
Statistical models, namely ARIMA – Autoregressive Integrated Moving Average, do
not use any exogenous input and traditionally used in time series analysis so can serve as
a baseline for a comparison. In order to answer the research question first literature and
case studies were analysed in order to determine optimal methods for time series analysis
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from an existing variety of them. Second, a set of experiments was carried on involving
variation on data structure and on configurations of chosen models. The obtained results
were discussed and a further work proposed.
1.3 Report Outline
The rest of the thesis is organised as follows.
Chapter 2 provides background information on time series and forecasting. First, we
define what is a time series, provide some background required for further analysis with
statistical models. Then statistical modeling is described, namely ARIMA, and several
relevant to this work machine learning approaches including regression analysis, neural
networks and support vector machines.
The third chapter gives a related literature and case studies overview in order to
explain why certain approaches have been chosen for forecasting and investigate some
problems and concerns which may arise during experimentation session. As a result, our
methodology is proposed. Experimentation described in Chapter 4. Also the forth chapter
gives preprocessing steps, primary analysis and visualisation.
Chapter 5 provides a summary and discussion on the obtained results and presents sug-
gestions for further work. Finally there is a chapter providing conclusion on the obtained
results.

Chapter 2
Background
Since energy production forecasting requires good knowledge of time series analysis, statis-
tics and prediction methods, in this chapter a proper overview of all of these related con-
cepts is provided. The first part of this chapter deals with some theory of time series and
forecasting. In the second part we discuss different methods for time series prediction:
statistical and machine learning approaches, provide some mathematics, which becomes
the basis of the experiments in Chapter 4.
2.1 Time Series
Energy is considered to be a key point in sustainable economic development and a neces-
sity of a modern life. Sustainable development demands a sustainable supply of energy re-
sources. Renewable energy sources, such as sunlight, wind, geothermal heat, hydropower,
etc., are generally related to a sustainable ones considering relatively long-term periods of
time. For example, for large-scale conventional hydroelectric stations (dams) which have
water reservoirs electricity production can be flexible since stations turbine systems can
be adjusted to adapt to changing energy demand. Energy production of a small and micro
hydropower plants depends on the weather conditions like precipitation and temperature.
As a result, the energy production of such systems fluctuates and need to be forecasted.
Time series are also used in a wide range of fields such as signal processing, pattern
recognition, earthquake prediction, weather forecasting, econometrics, control engineering,
electroencephalography, etc. Time series analysis became very popular in the last decades
so that many modern database management systems have some basic instruments to
handle time series [2].
A time series can be referred to as a collection of observations made sequentially and
ordered in time: y1, y2, . . . , yn [20]. So time series is a type of data gathered typically in
some points in time space. It can be represented as some measured parameters of one (the
simplest case) or several processes. The main difference of time series from other data is
that when data being analysed, a dependence of those parameters at time points is taken
into account. Formally, a time series is a set of pairs, each of them includes time value
(when a parameter was measured) and the parameter itself. A time value must be unique,
while parameters can have same values.
Examples of time series are the hourly measured temperature in some city, stock market
indices, daily energy consumption, etc. Such kind of data is usually visualised as a line
charts. The plot is vital as to describe the data and help in formulating a suitable model.
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Thus the choice of scales, the size of intercepts, continuous or separate dotted lines can
affect the plot looks like.
There are several types of time series. First, time series can be continuous and discrete,
when observations are taken only at specific times, usually equally spaced, but sometimes
spaces can be no equal. Second, we can distinguish time series according to the value
types. Thus it can be one-dimensional or multidimensional (has several parameters at a
given time point), or parameters can also be presented as a non-numeric variables [20].
Next, the process can be deterministic, if parameters of a time series can be predicted
exactly, or stochastic, when the future is only partly determined by past values and exact
prediction is impossible. In practice, the majority of time series are stochastic, and an idea
of handling them is that future values have a probability distribution which is conditioned
by a knowledge of past values [20].
One of the main characteristics of a stochastic time series is its stationarity (see Sec-
tion 2.2). Stationary processes have no systematic change in mean and variance, while
non-stationary processes do not. But the latter have trend, or tendency. Granger [32]
defines trend as including all cyclic components when wavelength exceed the length of the
observed time series. In other words it’s a long term movement in a time series. The
problem then is deciding what to mean under “long term”. Trend can be observed in
global and local scales.
In practice, real time series are generally nonstationary. Stationarity correlates with
the length of a time series. Thus, on a short periods, nonstationary processes are more
probable while long termed processes have usually weak stationarity as most parameters
are finite and do not exceed some maximum value. However strong (or strict) stationarity
cannot be observed because a process still evolve somehow.
On the Figure 2.1 you can see different types of processes: a – stochastic, b – stationary,
c – nonstationary.
2.2 Stationary Processes
The main feature when designing time series models is an assumption that it is a stationary
process. Usually a stationary stochastic process can be described by:
• its mean,
• its variance,
• and autocorrelation function (or spectral density function).
For a strictly stationary process such parameters as mean and variance do not change
over time and the joint probability distribution of such process does not change over time.
The mean of a stationary process is a level the process fluctuates about (Equation 2.1).
µ = E[yt] =
∫
yp(y)dy (2.1)
The variance of a stationary process is the spread about this level (Equation 2.2).
σ2y = E[(yt − µ)2] =
∫
(y − µ)2p(y)dy (2.2)
Since the probability distribution is the same for each time, for such process the mean and
variance can be achieved just from a sample of observations.
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Figure 2.1: Examples of a – stochastic, b – stationary and c – nonstationary processes
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To start with the simplest process let us consider a special case of stationary processes
– white noise.
White noise is a random sequence y1, y2, . . . , yn with the expected value E(yt) = 0,
where t = ¯1, n. All the elements of such process are uncorrelated and variance is constant
D(yt) = σ
2 = const.
White noise is a theoretical process, which does not exist in real life, but it can be useful
as a mathematical model for solving practical problems. White noise can be transformed
to a process Yt using a linear filter. Linear filter is a sum of weighted previous random
shocks at of the process [17]:
yt = µ+ at + ψ1at−1 + ψ2at−2 + . . . = µ+ ψ(B)at (2.3)
where B is an operator of backward shift Byt = yt−1, µ defines the level of the process
(the mean about which the process varies), and ψ(B) = 1 +ψ1B+ψ2B
2 + . . . is a transfer
function of the linear filter. For the process to be stationary the sequence ψ1, ψ2, . . . is to
be convergent and then the filter is stable. Also such process can be called a general linear
process.
Strictly stationary processes plays a great role in mathematical modeling however
there is a little evidence of such processes in real life. For example, ARIMA models
requires a time series to be stationary. However, usually real processes have trend, seasonal,
random components what makes time series prediction task more difficult: for example for
statistical modeling of a time series (ARIMA) all those components have to be retrieved
and after that process has to be at least weak stationary (see Section 2.6).
2.3 Trend and Seasonality
Such components as trend and seasonality makes a time series nonstationary what makes
their identification and adjustment crucial for statistical modeling and sometimes useful
for machine learning modeling however it is better to allow machine learning models to
find those dependencies themselves.
Seasonal effects
Seasonal components arise due to systematic and calendar related effects and defined as
repetitive or predictable fluctuations over a period of time which include natural conditions
such as weather fluctuations, social and cultural behaviour such as start and end of a
school term or Christmas holidays and so on. Some examples are increase of an energy
consumption in winter months or increase of sales in Christmas and holidays periods.
As seasonal components can effect some non-seasonal characteristics of a time series
and some tendencies in it a seasonal adjustment is applied to a process. Seasonal adjust-
ment is an estimating and then removing of a seasonal components. One of the problems
why we cannot just compare certain periods of time is such effects as moving holidays:
for example, Easter falls in different period each year – and working days: the number of
working days in each months differs each year what influence on the activity levels.
Seasonality can be identified by a regularly spaced curve peaks or flatness with the
same magnitude over the period. Sometimes the change of a time series magnitude can
also relate to a change in the trend component of a time series. In some cases trend
(or irregular components) can dominate seasonal components and then it is impossible to
identify that little seasonality which presents in time series.
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Trend
As we have described above, trend is a long-term increase or decrease in data. It does
not always have to be only increasing or only decreasing: there can be a change in a
trend direction. It also does not have to be linear: it can be multiplicative, exponential,
logarithmic, etc. as well. As seasonal components trend also needs to be identified and
removed from a time series.
2.4 The Additive Model of a Time Series
The additive model for a time series y1, y2, . . . , yn is an assumption that all the values con-
sist of four components: trend, long term seasonal influence, short term seasonal influence,
and deviations (or errors):
Yt = Tt + Zt + St +Rt (2.4)
where t = 1, 2, . . . , n [27].
Here Tt is a trend, a monotone function. Zt and St stands for long term and short term
seasonal influences respectively, which can be considered as a one variable Gt = Zt+St and
described as a longterm behavior of a time series. Rt is a random variable summarizing
all the deviations.
Usually models having all those components are non stationary processes which we can
usually observe in a real life. There are different approaches describing them (as different
functions which could describe a trend for example) and filtering them.
2.5 Time Series Prediction
The analysis of time series is based on the assumption that some knowledge can be retrieved
from a series which would describe the initial process and, based on this knowledge, build
its model for practical tasks: prediction of the future behavior of the process, its nature,
anomaly detection, classification and so on. The possibility to detect and predict anomalies
in time series is an essential part of a production process.
Formally, the task of time series prediction can be described through the task of func-
tion minimization. Let y(t) be a function describing initial process. We want to find such
function yˇ(t) which could describe the process as well, and we want the difference between
y(t) and yˇ(t) to be minimal. That is if yˇt is a value of a time series y(t) at the given
time point t and yˇt is a predicted value at the same time point, than we want the resid-
uals |yt − yˇt| to be minimal. Residuals contain information about how good a predictive
model is. The accuracy can be described through confidence intervals with least squares
estimates. It is obvious that the ideal solution is when y(t) = yˇ(t) and we can view time
series prediction task as a minimization (or optimization) problem.
2.6 ARIMA Models
2.6.1 Autoregressive model
Autoregressive model (AR) considers a current value as an aggregate of a previous devia-
tions and a shock at.
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Let yˇt, yˇt−1, . . . – be deviations from the mean the process fluctuates about: yˇt = yt−µ.
Then the autoregressive process is defined as [17]:
yˇt = φ1yˇt−1 + φ2yˇt−2 + . . .+ φpyˇt−p + at (2.5)
where p is an order of the autoregressive process and at are random shocks (see Section 2.2).
We can call it ‘regression’ because it regressed on the previous values and ‘auto’ because
it regressed on the previous values of itself. This process describe the dependence out of
independent values, and plus a describing an error.
To make it compact there is defined an autoregression operator:
φ(B) = 1− φ1B − φ2B2 − . . .− φpBp (2.6)
or
φ(B)yˇt = at (2.7)
The model has p + 2 parameters: µ, φ1, . . . , φp, σ
2
a, where σ
2
a is the variance of white
noise.
2.6.2 Moving Average Model
Moving average (MA) model consider the current value yˇt is dependent linearly on a finite
number of q previous a’s:
yˇt = θ1at−1 − θ2at−2 − . . .− θqat−q (2.8)
Such process is called a moving average process of order p. Just as in case with autore-
gressive model to make it shorter there’s defined a moving average operator
θ(B) = 1− θ1B − θ2B2 − . . .− θqBq (2.9)
or
yˇt = θ(B)at (2.10)
The model has q + 2 parameters: µ, θ1, . . . , θq, σ
2
a. The name of the model is kind of
misleading, but the term is in a common use.
2.6.3 Autoregressive Moving Average model
Autoregressive Moving Average model (ARMA) includes both AR and MA models and
supposed to have better fitting to actual time series than separate models have by them-
selves. The model looks like:
yˇt = φ1yˇt−1 + φ2yˇt−2 + . . .+ φpyˇt−p + at + θ1at−1 − θ2at−2 − . . .− θqat−q (2.11)
That is
φ(B)yˇt = θ(B)at (2.12)
The model has p+q+2 unknown parameters µ, φ1, . . . , φp, θ1, . . . , θq, σ
2
a. Usually stationary
time series can be described by a model with p and q less than 2 [17].
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Figure 2.2: Theoretical autocorrelation function of a stationary process
2.6.4 Autoregressive Integrated Moving Average model
As many time series occurred in a real life are nonstationary and do not vary about a
fixed mean, we need to find models to describe them. If a process has homogeneous
nonstationary behaviour, the d’th difference of the process is stationary. Then we can
describe such process with autoregressive integrated moving average model (ARIMA).
To describe this, let φ(B) be a generalized autoregression operator such as φ(B) =
ϕ(B)(1−B)d. Here ϕ(B) refers to a stationary operator and d shows the difference which
should be stationary. One of the conditions is that φ(B) = 0 should have d unit roots [17].
Thus we have
φ(B)zt = ϕ(B)(1−B)dzt = θ(B)at (2.13)
We can rewrite this in a following way:
ϕ(B)ωt = θ(B)at (2.14)
where ωt = 5dzt.
In practice d usually equals 0, 1, or 2. ARIMA works for seasonal models.
2.6.5 ARIMA model Identification and Estimation
The main goal of the model identification is to find proper parameters p, d, and q and
the subset of all ARIMA models, which could be used to describe given time series. In
order to do this, we need, first of all, this given time series to be stationary, or to take zt
differences to provide stationarity. We can use autocorrelation function for it.
Autocorrelation function of ARIMA process meet the following difference equation:
φ(B)ρk = 0, k > q (2.15)
where φ(B) – parameters of AR process, ρk – autocorrelations, q – the order of MA
process, and k is lag.
For stationary process the roots of φ(B) = 0 are out of the unite circle and autocorre-
lation function is damping for big values of k (Figure 2.2).
12 Chapter 2. Background
Usually, if partial autocorrelation function does not fall off rapidly then the process
most likely is nonstationary.
The same holds for nonlinear models: for stationarity we choose such d for the model
ωt = 5dzt that its autocorrelation function is damping rapidly. According to Box and
Jenkins [17], d usually equals 0, 1, or 2, and it’s enough to observe first 20 autocorrelation
values of the initial time series, it’s 1st and 2nd differences 1.
After we have parameter d chosen, we can start thinking about p and q orders. For
this we should remember that:
• autocorrelation function of AR(p) process falls off smoothly, while its partial auto-
correlation function ‘die out’ after lag p;
• autocorrelation function of MA(q), vice versa, ‘die out’ after lag q and its partial
autocorrelation function falls off smoothly;
• for ARIMA process, autocorrelation function after first q − p can be presented as a
sum of exponents and damping harmonic curves and, vice versa, for partial autocor-
relation (p− q).
First, we can try p = 1 and q = 0 and build a model. If forecasting results are not
satisfactory, we can adjust p(p = 2) and q(q = 1), then estimate the new model, and
so on. There are diagrams provided by Box and Jenkins which allows us to get AR(2),
MA(2) and ARMA(1,1) parameters. In general case parameters of ARMA(p, q) can be
found using the first p+ q + 1 autocovariances.
For estimation of a built model Maximum Likelihood estimation [56] and Least Squares
method [44] are used.
2.7 Machine Learning Models
There is a vast range of machine learning tools available for forecasting starting from
traditional regression analysis to latest types of neural networks and different hybrids.
Some of the representative methods for our project are described in this section2.
2.7.1 Regression Analysis
Linear Regression
Linear regression models are the simplest form of regression models. This model is not
to be confused with the regression models used in statistics where regression means to
return to a previous state. The output of a linear regression model is just the sum of the
attribute values with weights applied to each attribute before adding them together
y(x,a) = a0 + a1x1 + a2x2 + . . .+ anxn (2.16)
where x = (x1, . . . , xn) is a vector of input variables – attributes, a = (a0, . . . , an) is
a vector of weights and n is the number of attributes for the forecasted output value y.
The goal is to come up with good values for the weights – ones that fit the model to the
1However at Math Bureau mbureau.ru for lots of real time series problems they sometimes use up to
10 order models
2Some parts of this section regarding regression models, neural networks and Support Vector Machines
were written together with Sopiko Gvaladze as a part of Projects in Machine Learning course held by
prof. Roland Olsson at Høskolen i Østfold in spring, 2014. The projects are documented in CD attached
to this thesis
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desired output. Once the model is trained and those weights are obtained, a prediction
equation can then be used for the prediction of a target value.
However, linear regression models are good and working accurately only when data
presents linear dependency between dependent (which is to be predicted) and independent
(predictor variables which are attributes)variables. Thus the result of a linear regression
modeling is a line which fits best for describing a relation between variables (Figure 2.3).
‘Best’ here is referred as the least mean-squared difference for the vertical distances be-
tween the points and the line.
Figure 2.3: A scatter plot showing the linear relation between the input and predicting variables [61]
As this model is just a linear function of an input variables it place a limitation on the
model. To extend the class of the linear regression models they consider linear combina-
tions of nonlinear functions of the input variables which are called basis functions [15]:
y(x,a) = a0 +
n∑
i=1
aiφi(x) (2.17)
where φi(x) is a basis function.
Since the obtained models are easy to interpret it makes this method a widely preferred
tool. However the main limitation of linear regression is an assumption that the data are
independent, what is not often sensible, and the sensitivity to outliers – data that are
surprising and lies out of expected range – which can have a significant effect on the
regression.
Regression Trees
Regression Trees is a subclass of Decision Trees – model which obtain a target value by
going down the tree from the root to some leaf node. In each node a test of some attribute
is represented and each branch outgoing from that node represents a possible value (or a
range of values) of the tested attribute. For real-valued attributes the test corresponds to
a split by three intervals: below, within and above. A numeric attribute is often tested
several times on an any single path from the root to the leaf. Each leaf contains a value
which is an average of all values of instances which reach the leaf.
The building of a regression tree can be represented through three steps: tree growing,
tree pruning and selection of the final tree. Tree growing is a recursive process of partition-
ing the initial sample space into two subsets based on the least residuals for the partition
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estimation. The process continues until the number of attribute vectors in each partition
or the sum of residuals is small. The process of pruning is carried out in order to avoid
overfitting. Thus, starting with the largest tree, all splits that do not improve accuracy
of the tree on the training data are being removed. Final regression tree is chosen being
guided by two principles: tree which has best accuracy on training data and which is the
shortest one is chosen 3.
Regression trees is much larger and more complex than Linear regression equations
and is more accurate because a simple linear model represents numeric data problems
more poorly. However it is difficult to interpret regression trees due to it’s big size.
Model trees is a combination of regression equations and regression trees but instead
of single predicted value, leaves of Model trees contain linear expressions. Even though
model trees are smaller than regression trees (and hence are more easily interpreted) the
average error values are lower [60].
Rules based on regression and model trees
Learned rules can be re-represented as sets of if-then rules to improve human readability.
Rules are easy to interpret for humans, that’s why it is a popular alternative to trees.
Preconditions of the rules can be formulated not only with simple conjunctions, but also
with general logical expressions. The accuracy of rules from regression and models trees
is almost similar to the regression and model trees accuracy respectively.
First a model tree is built based on all data, then each leaf is converted into a rule.
After, the data covered by that leaf is removed, and then the process is repeated with the
remaining data.
One of the advantages of rules from trees is that a new rue can be added to the initial
set of rules without making any changes while to add some leaf value into a tree may cause
reshaping of the whole tree. However sometimes one rule taken from a list of other rules
may lead to incorrect result as it is being considered individually or out of context.
2.7.2 Artificial Neural Networks
Artificial Neural Networks is a machine learning technique taking its origin from the
biological neural networks – a network of a nerve cells of a human brain. ANN is a system
of interconnected and interacting neurons. There is an input, activation and an output
function for each neuron however the process of training of a neural network is a task of
finding the weights for links between neurons.
Neural networks is a state-of-the-art technique and one of the most effective machine
learning methods. An ongoing research shows that it is a powerful tool for pattern recog-
nition and classification and proposed to be an universal approximator which can fit any
function however they works well not only as a fitting tool but also has a good ability to
generalize.
NNs can be grouped into two major categories:
• feedforward networks,
• feedback (recurrent) networks.
Feedforward nets (multilayer perceptron and radial basis funstion) are mostly being used
for classification and function approximation problems. In the feedforward nets there are
3The favoring of shorter trees is base on Occam’s razor: ‘Prefer the simplest hypothesis that fits the
data’
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Figure 2.4: Architecture of a feedforward neural network
no loops in the network connections – they go only in one direction – and neurons are
organized into layers. In feedback nets one or more loops may exist.
There are also fuzzy neural networks which use fuzzy logic [45], neural networks with
memory which consider essential feature of brain – memory [54], dynamic neural net-
works [63] and so on.
Feedforward Neural Networks
According to MathWork Documentation [6], feedforward neural networks can be used for
any kind of input-output mapping and a feedforward network with one hidden layer and
enough neurons in the hidden layers can fit any finite input-output mapping problem.
A general architecture of feedforward neural networks is presented on Figure 2.4. Hid-
den layer(s) of a neural network consists of primitive units which can be perceptrons,
linear units and sigmoid units. Perceptron units takes a vector of input variables xt and
calculates it’s linear combination. If the result is greater that some threshold than the
output y(x1, . . . , xt) of a perceptron is 1, if less than −1:
y(x1, x2, . . . , xt) =
{
1 if ω0 + ω1x1 + ω2x2 + . . .+ ωtxt > 0
−1 otherwise (2.18)
It also can be representing as a decision making in the multidimensional space of
instances: the output for instances lying by one side of a hyperplane is 1 and for instances
lying by the other side −1.
Linear units and sigmoid units do not contain any threshold. For linear unit the output
y is given by y(~x) = ~ω· ~x.
Learning a perceptron is a process of finding value of the weights ω0, ω1, . . . , ωt. One
of the possible ways is starting with random weights and then each time when perceptron
misclassifies the instance update the weights according to some update rule. This process
is repeated iteratively until the model classify all the instances correctly.
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For function approximation problems the Levenberg-Marquardt training algorithm has
the fastest training time and convergence for networks with about a few hundred weights.
This is a big advantage when training is needed to be very accurate. LM (Levenberg-
Marquardt) algorithm is usually able to get lower mean squared errors than other algo-
rithms [14]. But when the number of weights in net increases the performance of this
algorithm decreases.
LM algorithm is a blend of vanilla gradient descent and Gauss-Newton iteration and
provides a solution for Nonlinear Least Squares Minimization problem [46, 50]. The func-
tion which is going to be minimized has the following form:
f(x) =
1
2
m∑
j=1
r2j (x) (2.19)
where x is an vector of input variables and rj are residuals. The derivatives of f(x)
can be written using Jacobian matrix J of r defined as J(x) =
∂rj
∂xi
, 1 ≤ j ≤ m, 1 ≤ i ≤ n.
To update vanilla gradient descent parameter the negative of the gradient at each step i
is being added, which is scaled by λ:
xi+1 = xi − λ5 f (2.20)
Of course we would like to have large steps when the value of the gradient is small
and have small steps when the value of the gradient is large while vanilla gradient descent
does it vice versa.
Another important issue is an error curve. Vanilla gradient descent does not take
it into consideration, and to improve this Levenberg used error information as gradient
information, to be more precise, second derivatives [46]. To solve the equation of second
derivatives 5f(x) = 0 Levenberg used Newton’s method. Expanding the gradient of f
using a Taylor series around the current state x0 we get
5f(x) = 5f(x0) + (x− x0)T 52 f(x0) + higher order terms of (x− x0) (2.21)
If we assume that f has a quadratic form near x0, we get the update rule for Newton’s
method
xi+1 = xi − (52f(xi))−1 5 f(xi) (2.22)
Levenberg proposed an algorithm which update rule is a mix of the above mentioned
algorithms and has the following form:
xi+1 = xi − (H + λI)−1 5 f(xi) (2.23)
where H is a Hessian matrix evaluated at xi. This update rule is used as follows. If the
error decreases with the new updates, it means that the quadratic assumption on f(x),
mentioned above, is working, and then λ is reduced (usually by 10), and this reduces the
influence of gradient. If the error increases with the new updates, it means that we would
like to have bigger step, so λ is increased (usually by the same factor) and this increases
the influence of gradient. Formally we can write the Levenberg algorithm in the following
way:
1. Do an update according to the rule, mentioned above.
2. Evaluate the error.
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3. If the error increased with this update, then take the previous value of the step
(taking the previous values of the weights), and increase λ (e.g. by 10). Then go to
step 1.
4. If the error decreased with this update, then take this step again and decrease λ
(e.g. by 10).
The disadvantage of this algorithm is that if λ is big then the Hessian matrix is not
used. Marquardt proposed an improvement of this disadvantage by the replacement of
the identity matrix in previous formula with the diagonal of the Hessian. So now the
Levenberg-Marquardt rule looks like:
xi+1 = xi − (H + λdiag[H])−1 5 f(xi) (2.24)
It means that in the direction with low error curvature the step is large and in the
direction with high error curvature the step is small. The only weak point here is that it
needs a matrix inversion when updating. Even though the inversion can be implemented
using some optimization technique (like pseudo-inverse), still it has a high computational
cost when the size increases to a few thousand parameters, but for a small models (having
like a hundred or a few hundred of parameters) this method is still much more faster than,
for example, vanilla gradient descent.
As ongoing research shows different optimisation techniques are applied to training
algorithms however different architectures of neural networks gives more space to move
on.
Recurrent Neural Networks
Most recurrent neural networks (RNN) have scaling issues: it cannot be trained for large
number of neurons or input units. As there are few inputs in time series problems it
has been mostly used for time series. This type of NNs is a directed cyclic graph (while
feedforward nets are acyclic graphs). Recurrent NNs use an output of the system at time
t as an input for the system at time t+ 1 (Figure 2.5).
The main point in recurrent neural networks is adding a new input unit c(t) and a
new hidden layer b (Figure 2.5). The value of c(t) is the value of b(t− 1). As we can see,
b depends not only on c(t), but on the earlier values of x, thus it summarizes information
from earlier inputs [36].
There are several architectures of recurrent neural networks:
• Fully recurrent network
• Hopfield network
• Elman networks and Jordan networks
• Echo state network
• Long short term memory network
• Bi-directional RNN
• Continuous-time RNN
• Hierarchical RNN
• Recurrent multilayer perceptron
• Second Order Recurrent Neural Network
• Pollack’s sequential cascaded networks
Fully recurrent networks were developed in 1980s. Every neuron in such networks
has a weighted connection to every other unit. All other networks in the list are special
cases.
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Figure 2.5: Architecture of a recurrent neural network
Hopfield networks requires stationary inputs. All connections in Hopfield net are
symmetric. It is more of historic interest than practical.
Elman networks and Jordan networks are three layer networks with the addition
of ‘context units’ u. For Elman network context units are fed from the hidden layer
(Figure 2.6).
Connections from the middle hidden layer to these context units are fixed and equal
one.
Jordan networks are similar to Elman networks, but the context units are fed from
the output units instead of the hidden and have a recurrent connections with themselves.
Elman and Jordan networks are also known as ‘simple recurrent networks’ or SRN.
In Echo state network the connectivity and weights of hidden neurons are randomly
assigned and are fixed. The only parameters that can be learnt here are weights of output
connections. ESN are good at reproducing chaotic time series [42].
Long short-term memory network was introduces in 1997 by Hochreiter and
Schmidhuber [38]. It is well-suited to learn to classify, process and predict time series
when there are very long time lags of unknown size between events. It can handle signals
with a mix of low and high frequency components and doesn’t have the vanishing gradient
problem.
Recurrent multilayer perceptron generally consists of a series of cascaded subnet-
works, each of which consists of multiple layers of nodes. Each of the subnetworks are
feedforward except the last layer which can have feedback connections.
The state-of-the-art application of recurrent neural networks is natural language pro-
cessing for such problems as language modeling, machine translation, language under-
standing and so on.
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Figure 2.6: Architecture of Elman recurrent neural network
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2.7.3 Support Vector Machines
Support vector machines (SVM) is a blend of a linear modeling and instance based learning
in a high-dimensional space. SVM can be applied for those problems when data cannot
be separated by line. Support vector machines use nonlinear mapping – it transforms the
instance space into another space which has higher dimension than the original one. In this
case line in the new space can be represented as a linear boundary in the instance space.
Support vector machines were originally developed for classification problems however it
is also has application for numeric prediction.
Kernel concept gave rise to support vector machines. Kernel is a function which fulfill
mapping of a nonlinear data to a new space.
Kernel function K is an inner product Φ(x) • Φ(y) between the images of two data
points x and y:
K(x, y) = Φ(x) • Φ(y) (2.25)
where Φ(x) and Φ(y) are mapping operators.
The feature, that kernel function is formulated as an inner product, gives an opportu-
nity to replace scalar product with some choice of kernel [19].
The problem of finding parameters of SVM corresponds to a convex optimization
problem, which means that local solution is global optimum as well.
SVM for regression is used to find a linear model of the following form:
y(x) = ωTϕ(x) + b (2.26)
where ϕ(x) is a space transformation function, which is also a kernel function; ω and b
are parameters which can be adjusted for a certain model and estimated in an empirical
way. In simple linear regression the task is to minimize a regularized error function given
by Equation 2.27.
1
2
N∑
n=1
{yn − tn}2 + λ
2
‖ω‖2 (2.27)
where tn is a target value, yn is a predicted value and
λ
2‖ω‖2 is an regularisation parame-
ter [15].
The goal of SVM is to obtain sparse solution using -insensitive error function, where
error is zero if absolute distance between predicted y(x) value and target t is less than
 (Figure 2.7). This makes a tube around the target function. The width of this tube is
. Another optimization technique is slack variables. Slack variables are determined for
each training instance and it allows points to lie outside the tube.
Now regularized error function can be rewritten.
C
N∑
n=1
{ξn − ξˆn}2 + 1
2
‖ω‖2 (2.28)
which must be minimized. The constraints are ξ ≥ 0 and ξˆ ≥ 0, and
tn ≤ y(xn) + + ξn, (2.29)
tn ≤ y(xn)− − ξˆn (2.30)
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Figure 2.7: SVM illustration with slack variables and -tube curve [15]
This problem can be solved using Lagrange multipliers [15]. After solving this problem
the prediction function for new inputs is obtained (Equation 2.31).
y(x) =
N∑
n=1
{an − aˆn}K(x, xn) + b (2.31)
where K is a kernel function and an ≥ 0, aˆn ≥ 0 are Lagrange multipliers. Here x1, . . . , xn
are support vectors and they lie outside of -tube.
According to this SVM does not use all the input instances, but only few support
vectors. Tube’s flatness ensures that algorithm will not overfit. The parameter  is a
user-specified. When  is zero than all the training instances will be support vectors and
algorithm will perform least-absolute-error regression. During experiments we will try to
find optimal , so that to balance error minimization and tube’s flatness – overfitting.
Kernel Functions
There are many forms of kernel functions. In this project we will use
• polynomial kernel,
• radial basis kernel,
• Pearson VII function based kernel.
Polynomial kernel is represented as
K(x, y) = (xT y + c)d (2.32)
where x and y are vectors in input space, d is a dimension of a new space and c is a free
parameter [15].
Radial basis kernel is given by
K(x, y) = e(
−‖x,y‖
2σ
)2 (2.33)
where σ is a free parameter [15].
Pearson VII function based kernel is represented as
K(xi, xj) =
11 +(2√‖xi−xj‖2√21/ω−1σ
)2ω (2.34)
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where xi and xj are vectors in the input space. By changing parameters σ and ω the
Pearson VII function can replace many applied kernel functions and can be used as a
universal kernel [58].
2.8 Summary
Time series prediction is a vast domain requiring some necessary background which we
have tried to cover in this chapter. We have started with the introduction into time series
and types of processes. Also we have described seasonality and trend components and their
role in the additive model of a time series. In the second part of this chapter statistical
and several machine learning approaches are described. Highlighting statistical modeling
we start from simple models as Autoregressive and Moving Average processes and move
to Autoregressive Integrated Moving Average processes. As for machine learning methods
from all the variety of them only those methods are described which were used in the
experimentation session.
Chapter 3
Related Work and Methodology
In this chapter we introduce our findings over research and related work regarding time
series analysis as forecasting of a hydropower plant’s energy production is a time series
problem. The study of related works basically presents how we prepared ourselves for
carrying out experiments, explains why we have chosen particular methods in this work
and gives some remarks regarding methods in order to better understand their work and
results. In the last part of this chapter our methodology in building experiments and
estimation techniques are described.
3.1 Related Work
Time series forecasting is a vast domain which requires the study of related work done
as well as a good knowledge of theoretical background (Chapter 2). In this section we
describe relevant works in time series analysis as a problem domain and some works
regarding energy production forecasting as the main scope of this project. We start with
traditional time series modeling – Autoregressive Integrated Moving Average and move to
regression models, then to neural networks and finally to support vector machines.
3.1.1 ARIMA Models in Time Series Analysis
Autoregressive Integrated Moving Average Model (ARIMA) have been being used in time
series analysis since 1970s when it was introduced by Box and Jenkins [17] and before that
time AR and MA models had been used. ARIMA is used for prediction of stationary, or
weak stationary (when dth differences of the process are stationary). Even though there
are different approaches to estimate trend and seasonal components using additive model
of a time series still it can be considered as a main disadvantage of ARIMA approach: it
necessarily requires involvement of a human being in the process of forecasting (e.g. esti-
mation of trend, seasonality, correlation and autocorrelation functions, etc.) and requires
at least weak stationarity of the process. Also one of the limitations of the model is its
linear form.
Some researchers have proven that the forecasting accuracy can be improved applying
different preprocessing techniques to time series, for example principle component analy-
sis [39], wavelet analysis [55] and so on. Different techniques on the modeling step are also
used to improve statistical models. For example, it can be forecasting using AR models
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with time-varying structure (they describe a nonstationary model via finite intervals which
represents a stationary model) [49].
There are a lot of competition for time series analysis, and some of them show that
simple methods developed by practicing forecasts do in many cases better than statistically
sophisticated methods like ARIMA or its modifications (e.g. ARARMA) [48]. At the same
time, the results of the 1st international competition of time series forecasting (ICTSF) [1]
held in 2012 shows that statistical methods, in general, perform better. However, when
comparing different methods we should consider different estimation measures, as they can
give different result accuracy. For example, the Kaggle competition for tourism forecast-
ing, part one [4], shows that ARIMA methodology is more accurate when considering its
accuracy in MASE (mean absolute square error) terms, but when considering the MAPE
(mean absolute percentage error), other models gives more accurate results [11].
In state-of-the-art projects they mostly use ARIMA models in hybrids with other ones,
usually neural networks. A hybrid ARIMA-NN was proposed by Zhang [65] in 2003 which
gave more accurate prediction than each of the model individually. In this model data is
assumed to be a sum of linear and non-linear components. Thus, Babbu and Reddy in
their ARIMA-NN hybrid [13] is using a moving average filter do decompose the given time
series into two datasets. Then ARIMA and NN models are applied to the corresponding
subset separately and the results are summed to be a result of a forecast.
3.1.2 Feedforward Neural Networks in Time Series Analysis
The main advantage of neural networks (NN) is that it can forecast completely auto-
matically, without involving a human being into the process. The model has satisfactory
accuracy and often is not computationally consuming (if the number of layers and time
lag are not too big).
Neural Networks have been being used for time series processing gradually from 1990s.
The general overview and applications on NNs to the problem of time series analysis and
forecasting are discussed in [25].
The most wide-spread NNs are feedforward nets for classification and function ap-
proximation (multilayer perceptrons and radial basis functions networks). An example of
feedforward NNs in forecasting for multivariate time series described in [12] for modeling
flour prices over the period of eight years. The results stated a remarkable success in
training a network to learn the price curve and make accurate predictions comparing to
ARIMA methods.
However the empirical evidence of NN forecasts indicates varying degrees of success.
Since NNs are usually considered to be a universal approximator, scientists (and mostly
statisticians) started to investigate whether NNs are useful in handling statistical prob-
lems [21].
Processing time series with NNs arises some questions:
• Does a success of NN depends on a type of data
• or on the selected model and numerical methods.
Making a proper structure may affect the resulting performance of NN models, but
how we choose an input variables for NN: lag, number of hidden layers – initial conditions.
Unfortunately, there’s no general way to select input variables except to use the context
and knowledge about other models fitted to similar data [28]. A black box model of neural
networks may produce satisfactory forecasts but give little insight into the structure of
the data.
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From the comparative study held by Faraway et al. [28] we can see that NNs with
multilayer structure and big number of nodes gives better fit but not a good forecast;
the same situation was observed in the experiment with the size of the lag. It is kind of
obvious to get such results using neural networks as deep learning NNs (not ‘deep’ for this
experiment though) usually gives better results, but still the airline data is small to carry
out a representative experiment with deep learning.
To answer the second question Faraway describes such a case study using an airline
dataset used in time series book by Box and Jenkins. This data can be considered as
classical as it was used by Box and Jenkins, Harvey [35], and other comparative studies
(e. g. [28]).
The airline data has an upward trend and multiplicative seasonality. The latter was the
main criterion why Faraway have chosen this data, as usually such kind of a data requires
some transformation (e.g. logarithmic) to make the seasonality additive. So they wanted
to investigate if NNs can deal with non-linearity in seasonality and though exclude one
step in processing data. To see the difference they also carried out an experiment handling
both preprocessed and not preprocessed data with neural networks.
Peter Zhang and Min Qi [65] found that neural networks are not able to handle sea-
sonality or trends effectively with the unpreprocessed raw data. They also state that de-
trending or deseasonalization can dramatically reduce forecasting errors. However, neural
networks give more robust forecast performances comparing to ARIMA, for example [62].
To improve the performance of NNs in a forecasting problem different approaches are
used: from different architectures of neural networks to hybrids of NNs with other models.
For example, fuzzy neural nets gives better results for some case studies and considerably
reduce the dimensions of NNs comparing to similar approaches [47]. Usually ARIMA
and NNs approaches are compared, Peter Zhang proposed a hybrid methodology that
combines both ARIMA and NNs [64]. His experimental results show that the combined
model improves the forecasting accuracy achieved by either of the models used separately.
As one of the modified approaches dynamic neural networks can also improve accu-
racy. A comparative study has been carried out using standard benchmarks from different
forecasting literature [31]. The results show that dynamic NN approach is more accurate
and perform better than the traditional neural network and ARIMA models.
3.1.3 Recurrent Neural Networks in Time Series Analysis
As we have mentioned in previous chapter, the state-of-the-art application of recurrent
neural networks (RNN) is natural language processing for such problems as language
modeling, machine translation, language understanding and so on. However there are a
lot research in application of RNN for time series analysis, for example for failure predic-
tion [52], determination of the representative time horizon for short-term renewable energy
prediction [41], and so on.
It seems that recurrent NNs shows good performance in time series forecasting. Stu-
dents from Stanford carried out research using energy load forecasting [18]. They used
several methods, including Kernelized Regression, Frequency NN, Deep Feedforward NN
and Deep Recurrent NN. The last one showed the best result: almost twice better than
deep feedforward NN (Table 3.1).
From their report we can see that the circular seasons and hours and day of the
week features decreased RMS error 3.5% and 8.5% respectively, so it is expected that for
demand forecasting the day of the week is one of the most important features. For power
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Learnin Method RMSE %RMSE
Kernelized Regression 1.540 8.3%
Frequency NN 1.251 6.7%
Deep Feedforward NN 1.103 5.9%
Deep Recurrent NN 530 2.8%
Table 3.1: Results of different learning models for load forecasting [18]
production, which depends not only on user’s demand, but on weather conditions, those
features can influence vice versa: the season period would influence more.
Preprocessing is a very important step for time series forecasting, especially when we
work with ARIMA-based models. The conclusion was that except for the most basic
transforms it is better to allow the neural network to find nonlinear relationships itself.
However, Hatalis et al. [37] have applied nonlinear recurrent neural networks for the fore-
casting of wave power. They preprocessed data with exponentially smoothing method and
prediction occurs better when data has been smoothed. Once more it proves that each
problem should be considered individually, nevertheless, whatever the time series problem
is, recurrent neural networks gives a promising results in time series analysis.
3.1.4 Support Vector Machines in Time Series Analysis
Support Vector Machines (SVM) is a promising alternative for the prediction of time series.
Some case studies shows that SVM can outperform such methods as backpropagation
(feedforward neural networks), however it is very sensitive to the proper choice of the
parameters of a kernel function [43, 29]. Also, modified SVMs methods are applied, for
example, using penalizing the error [30].
A comparative study was carried out on several datasets [57]. They used two simulated
datasets: one of them was simulated according to ARIMA principles (stationary and
following the normal distribution), and the second one is a more difficult nonlinear chaotic
dataset (Mackey-Glass, which is often used for benchmarking). The third dataset they
used was a real dataset, containing measures of the contamination levels of a filter. It is
obvious, that ARIMA model performed best for so-called ‘ARIMA’ dataset, while SVM
and Elman neural network (one of the architectures of recurrent neural networks – third
method used in the study) performed similarly. For the more difficult benchmark dataset
SVM outperformed ARIMA and best of Elman NN. The most interesting was the third
experiment with real dataset. It turned out that Elman NN was not able to predict
satisfactory on this data, while ARIMA performed better, but still it performed on the
whole training set the same as SVM trained just on 10% of the training set. So we can
say that for the dataset used in this case study SVM can built qualitatively good models
even with much less training objects.
In recent study carried by Papadimitriou et al. [53] SVM model showed a good ability
for short-term forecasting and predicting peaks of a time series process. Interesting that in
some cases SVM perform much better than neural networks based models. For example,
a comparison of hybrids of SVM and ANN with wavelet decomposition (WD) for wind
power energy production prediction [23] shows that SVM-WD hybrid outperformed other
methods in 24-hour ahead forecasting.
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Through the study of relative work done in recent years in time series domain we can
say that this is a vast domain where a range of models available for forecasting and still
there are a lot of ongoing research. Furthermore, time series forecasting is more likely to
be case specific rather than subject specific: one method proposed for one case and giving
best results for it might be outperformed in other case by those models which was not
good for the first case. The accuracy and complexity of models depends on the number of
dataset features and time horizon of a prediction.
3.2 Methodology
In previous chapter we have described a necessary background regarding this work on
energy production forecasting. In this section we describe our data, why we have chosen
those methods and how we are going to apply them. After the estimation procedure is
described.
3.2.1 Dataset
The data provided by eSmart is an hourly measured energy production from two different
hydropower plants:
1. One of them is located in the mountains. Meaning that most of winter the water is
in ice state. The ground is also mostly rock, which means that the effect of rain in
the summer should be relatively immediate and short. We refer to this dataset as
‘Dataset I’.
2. Another one is located further down in the valley, with a pond between the mountain
and the powerplant. This means that the stream has water almost all year. The
pond combined with dirt-ground makes effects of rain last longer. The grid-company
says that the effect of rain is also very depends on what side of the valley gets the
rain. So this is something to consider if to try to use percipitation as a feature of
the model. We refer to this dataset as ‘Dataset II’.
The value of the energy production is measured in MWh. There is almost two years
(22 months) of data available, so that is about 15840 values for each power plant.
As the source of energy for the described power plants is water we should expect
that there are two factors which could affect energy production of a hydropower plant:
temperature and precipitation. If temperature is below zero it means that the water in
the stream mostly is in the ice state and snow does not melt to provide the stream with
water. Precipitation apparently effect the amount of water in the stream and pond. One
of the chief problems is that we cannot get the weather data from the exact location of
the power plants and the best we can do is to retrieve data gathered in a nearby town.
Another problem is a mismatch between the resolution of energy production and pre-
cipitation measurements. This is because energy production is measured hourly and pre-
cipitation once a day at 7a.m. So we just expanded the data to get hourly precipitation.
As the hydropower plants are small and have some power production limits, in both
cases the processes have a threshold and their random fluctuations does not exceed par-
ticular values (except 1 and 2 values for 1 and 2 power plants respectively which are noise
values): thus for the first power plant the threshold is about 2.4 MWh, and for the second
one is about 4 MWh (examples of the small hydroplants production power in [9]).
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3.2.2 Forecasting approaches
Forecasting of a hydropower plant energy production is a time series problem which is
traditionally analyzed by a statistical time series modeling – Autoregressive Integrated
Moving Average (ARIMA) – introduced by Box and Jenkins [17] in 1970. In recent
years, Artificial Intelligence (AI) techniques, capable to analyze big data, have become
increasingly popular, for time series analysis including. Therefore in our work we present
both statistical and machine learning methods.
To find out which method is more accurate and universal, it is a good idea to carry
out a comparative study. For this purpose kind of a benchmark dataset should be chosen,
but it turns out to be a problem to find such dataset. For some studies they use an airline
dataset (used by Box and Jenkins for ARIMA model), but this dataset is relatively small
and cannot be used as a representative data for some methods. In other case studies they
use different datasets, and it is difficult to find several works done on the same data.
In this project we decided to concentrate on real data so the findings of this research
could have a real application with further work done. Thus we are working on two datasets
from energy production domain (the description of the datasets is presented in previous
section) and there is no work published on this data so far. This causes some difficulties
with estimating obtained results as we have nothing to compare with and we cannot
compare it with other results obtained on other datasets. However we can compare models’
prediction with the prediction of the mean of the process or with the simple forecasting
model when y(t+ 1) is assumed to be equal to y(t) (estimation criteria used in this work
are described in next section).
One of the feature of analysing time series with machine learning approaches is that
some number of previous values are fed as input for machine learning models. This value
represents a so called window size, or lag value. In order to answer the first research
question we not only use different datasets with preassumed difference in long-term de-
pendencies but also need to play with the value of window size. As for the second research
question we build different models which take different attributes as an input.
The next step is choosing proper methods which is reasonable to apply to the chosen
data. Again, there is no general answer about which model is best to apply for time series
forecasting. Mostly, neural networks (including recurrent NNs, fuzzy NNs, echo state NNs,
etc.), support vector machines, genetic algorithms, different hybrids are applied.
A comparison of the performance of several AI methods for forecasting problems was
carried out by Wang et al. [59] as a case study. They used long-term monthly flow data
for one of the biggest rivers in Asia, as the problem of hydrological forecasting is very
important. Autoregressive moving-average (ARMA) models, artificial neural networks
(ANNs) approaches, adaptive neural-based fuzzy inference system (ANFIS) techniques,
genetic programming (GP) models and support vector machine (SVM) methods were
examined. The four quantitative standard statistical performance evaluation measures
– the coefficient of correlation (R), Nash–Sutcliffe efficiency coefficient (E), root mean
squared error (RMSE), mean absolute percentage error (MAPE) – were used to evaluate
the performances of various models developed.
The results show that ANFIS, GP and SVM perform better in terms of different
evaluation criteria. Thus, SVM model is able to obtain the better forecasting accuracy
both for training and validation sets, while the forecasting results of ANFIS and GP model
for the validation set is worse than for training set. Authors suggest that ANFIS, GP and
SVM approaches are promising in modeling time series, and highly encourage studying
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and applying those methods in time series analysis. However, more efficient approach for
training multilayer perceptrons of ANN model, the increased learning ability of the ANFIS
model, selecting more appropriate parameters of GP evolution, saving computing time or
more efficient optimization algorithms in searching optimal parameters of SVM model,
etc., are suggested to improve the accuracy of the forecast models in terms of different
evaluation measures for better planning, design, operation, and management of various
engineering systems. So we can see, that every problem should be considered with its
individual approach.
To begin with the domain of time series analysis we have chosen the most popular
methods: neural networks (feedforward and recurrent) and support vector machines which
is becoming popular. Regression methods are also an interesting domain as it could be
considered as kind of extended version of autoregressive models. We consider simple
regression, linear regression, regression trees, model trees and rules based on model trees
to regression methods.
Related work described in Section 3.1 shed some light on the usage of the chosen
methods in time series analysis.
3.2.3 Models’ Estimation
One of the problems which arise during forecasting is how to choose the optimal model.
Since time series forecasting is a numeric problem there are some problems in estimating
such models as it has a continuous scale. Many forecast measures have been proposed and
recommendations made by different authors. Thus, lots of authors recommends the use
of Mean Absolute Percentage Error (MAPE) [34, 16]:
MAPE =
1
n
n∑
i=0
∣∣∣∣ yˇi − yiyi
∣∣∣∣ (3.1)
However some authors warn about the usage of this error as it is not applicable when
data involves small counts or zero values and the error value become infinite or undefined,
so the usage of scaled errors are proposed [40].
As in our experimentation we deal with two datasets we can use scale-depended errors
for each one. However in order to give a common conclusion about two dataset we need to
use percentage errors as well. Below relevant to our experimentation error measurements
are described.
Scale-depended errors include such commonly used errors as MAE, MSE, RMSE. These
measurements are useful when comparing different methods on the same data as the scale
of the error depends on the scale of data.
MAE – Mean Absolute Error – is the average of the absolute errors ei = |yˇi − yi|,
where yˇi is the predicted value and yi is the observed value (Equation 3.2).
MAE =
1
n
n∑
i=0
|yˇi − yi| = 1
n
n∑
i=1
|ei| (3.2)
According to [40] MAE is a common measure of forecast error in time series analysis.
MSE – Mean Squared Error – is the most common measure of numeric prediction. It
is an average of squared differences between actual and predicted values.
MSE =
1
n
n∑
i=1
(yˇi − yi)2 (3.3)
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Many tools tend to minimize MSE when modelling however it could be argued that it
overemphasizes the effect of large errors.
RMSE – Root Mean Square Error – is a measure of the differences between predicted
value and the observed values (Equation 3.4).
RMSE =
1
n
n∑
i=1
√
(yˇi − yi)2 (3.4)
The individual differences here are called residuals when calculations are performed
over the data sample used for training and are called prediction errors when computed
out of sample. This measure tends to exaggerate large errors as well as MSE. One of the
advantages of RMSE is that it gives the error value in the same dimension as actual and
predicted values what makes it easy to view the error scale and what is a reason why
RMSE is more preferred than MSE.
MSE and RMSE are popular due to their theoretical relevance in statistical modelling.
However they are not robust to outliers comparing to MAE.
RAE – Relative Absolute Error – is a total absolute error normalized by dividing by
the total absolute error (Equation 3.5).
RAE =
∑n
i=1 |yˇi − yi|∑n
i=1 |yi − y¯|
(3.5)
where y¯ = 1n
∑n
i=1 yi [60]. RAE shows what the error would have been if the prediction has
been an average of the actual values so we can consider it as beating the mean prediction.
RRSE – Root Relative Squared Error – is relative to what it would have been if the
prediction had been the average of the absolute value (Equation 3.6) [8].
RRSE =
√∑n
i=1(yˇi − yi)2∑n
i=1(yi − y¯)2
(3.6)
The square root here are taken in order to get the same dimensionality with the actual
values as it was done in case of RMSE. Values of RRSE more than 100% indicate that
scheme is doing worse than just predicting the mean.
For all described measurements smaller errors are better and means a more accurate
model and a value of 0 indicates a perfect model.
In our experimentation we use MAE as a main criteria for comparison of the perfor-
mance of all methods as this is one of the commonly used error measure and not that
sensitive to outliers as RMSE. Other error measures are also take their place as it can say
something about the data or models’ peculiarities. In discussion chapter (Chapter 5) we
present the calculation of a percentage error – MAPE – for the best method in order for
reader to feel the scope of model’s performance in some relative measure. To calculate
MAPE we had to remove all zero values form test sets so this error was measured only on
some subset of initial test set and cannot be reliable as other measurements.
Another part of model estimation is finding a proper partitioning of the initial data into
two parts: training and test sets. There are a lot of arguing about the optimal splitting
of datasets and usually it is taken by 80:20 percent values. However the splitting depends
on several parameters such as full dataset size and accuracy of the applied method: thus
the higher accuracy and smaller dataset size results in the partitioning with training set
more than 80% [24].
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As soon as our dataset is relatively not a big one (in terms of big data) we chose
the smallest partition as 80% for training subset. As for neural networks experiments
validation set is required besides the training one the remaining subset was split into 10%
for validation and 10% for testing. In order to be able to compare performance of different
models for other methods 90:10 percent splitting were chosen – to test built model on the
same 10% partition. For these 10% the last parts for both datasets were taken so the
testing of the models would be on the same data, not on random samples.
3.3 Summary
In order to answer research question we have taken two different datasets from hydropower
energy production domain which have some peculiarities relative to our questions. The
following methods are going to be applied:
• Autoregressive Integrated Moving Average (ARIMA)
• Simple Linear Regression
• Linear Regression
• Regression Trees
• Model Trees
• Model Rules
• Feedforward Neural Networks
• Recurrent Neural Networks
• Support Vector Machines
As an input for these methods different window sizes and attributes sets are going to be fed.
As an estimation measures different errors are used however for comparing the performance
of different models mean absolute error is chosen. Details about each experimentation
session is described in Chapter 4.

Chapter 4
Experiment
This chapter describes several experimentation sessions with the datasets described in Sec-
tion 3.2.1. We have used statistical ARIMA model and various machine learning techniques
described in Chapter 2. Before each experiment we describe all preprocessing required for
each method and then the obtained results and progress during each experiment session.
As soon as described ARIMA model cannot deal with exogenous input, for each ex-
periment we have carried out experiments both without and with extra featuring in order
to be able to compare results. For experiments without exogenous input we have chosen
the best results out of two datasets and for the other one described both as it depends on
features.
Except experiments which deals with neural networks, the datasets were divided into
90% for training and 10% for testing. For the experiment dealing with neural networks
the split was as follows: 80% for training, 10% for validation and 10% for testing.
For error measurement for each experiment we have calculated different errors. MAE
was chosen as the basis for comparing the performance of the models as this error is a
common error measure for time series analysis (see Section 3.2.3).
4.1 Data Analysis
4.1.1 Preprocessing
The production measurements were contained in two .xls files – one file for each. Each
file consisted of several sheets: each month on a separate spreadsheet represented in tables
31(30)daysx24hours. There is also some meta-information: average daily production, total
daily and monthly production. Weather measurements were contained in other .csv files
and had some missing values. So that was necessary to format the data in the proper
way for using it in the experiments. For that purpose we created a project in C# and
performed some transformations to the data.
• Breaking the day attribute into its components: the date attribute which has the
‘dd/mm/yyyy:hh’ format was divided into its components – day, month, year and
hour in order to treat them separately during experiments. Also the ‘year’ attribute
was removed as there are only two possible values for it – 2013 and 2014 – and
assumed to have no explanatory value for the problem.
• Noise filtering: as the power plants have a production threshold any value which
exceeds that threshold was treated as noise and was converted into the maximum
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value for the given hydropower plant.
• Filling up missing values: in precipitation data there were lots of values indicating
precipitation being < 0 which means there is something wrong with the sensor or
there is no fall-out that day, so we treated that as no precipitations and converted
those values into -1 in order some models could treat them.
• Adjusting different data resolutions in order to get all measurements being hourly:
precipitation values were expanded form daily into hourly.
4.1.2 Data Analysis
There are some approaches in statistics to analyse data before applying different methods
in order to summarize their main characteristics in a form easy for understanding. We
based our analysis on determine qualitative measures like mean and correlation.
We had seven attributes in the datasets:
• day of month
• month
• year
• hour
• temperature
• precipitation
• production
The first four attributes are related to time and their statistical components are obvious
and not a point of interest. But the three last attributes would be very interesting from
a point of view of correlation between them (Table 4.1).
Max Min Mean Standard
Deviation
Correlation
with Tem-
perature
Correlation
with Pre-
cipitation
Dataset I 2.38 0 0.6804 0.8757 0.6110 0.0907
Dataset II 3.954 0 2.1904 1.5099 0.6758 0.1997
Table 4.1: General statistical measures for Production, Temperature and Precipitation attributes
As shown in Table 4.1, the minimum production is zero production, and maximum
production for Dtaset I is 2.38 MWh and for Dataset II is 3.954 MWh which depends
on the output capacity of each hydropower plant. The mean and standard deviation was
found to be 0.6804 and 0.8757 for Dataset I and 2.1904 and 1.5099 for Dataset II. The
value of standard deviation being higher than mean indicates scattered behaviour of the
data so it means that the Dataset I much more scattered than Dataset II.
The correlation between production and temperature was found to be about 0.6 for
each dataset which is lower than what we had expected. It can be caused by the fact that
weather data was measured in nearby town not in the exact location of the power plants
so there will always be some unreasonable correlations. Still temperature fluctuations is
not that high for nearby locations. Probably we need only to know if the temperature is
above or below zero and still negative temperature value does not guarantee that there will
not be any power production as a stream in the river can still flow. Short but important
temperature effect arise when there is a change from negative to positive (in the spring
period) so we can consider it as a seasonal effect.
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As we can see from Table 4.1 Dataset II has low correlation with the precipitation and
for Dataset I correlation is extremely low and seems to be just a random effect. Having
in mind that first power plant is located in mountains we should expect the effect of rain
should be relatively immediate and short, therefore higher correlation than for the second
power plant which is located further in the valley, with a pond between the mountain and
the power plant. However correlation does not necessarily mean dependency.
As production depends on weather and rainfall level we should expect a seasonal
component. Thus in winter months when most of the water resources are in ice state
there is almost zero production for Dataset I and small amounts of the produced power
for Dataset II (Figure 4.1).
4.1.3 Data Visualisation
One of the first things when analyzing time series is plotting it in different ways in order
to retrieve some useful information which might guide us for and during experimentation.
We performed specific time series visualisation, histogram and scatter plot visualisation.
Time series visualisation
First of all time series is usually visualised in time-space coordinates. Such plots gives a
clear overview of a time series process, whether there are seasonal patterns, trend.
Production of the power plants is presented on Figure 4.1.
As we can see from Figure 4.1 the processes have thresholds over which there is no
energy production due to the capabilities of the power plants so there is no trend observed.
For Dataset I kind of a seasonal pattern is observed: for winter monthes there is no
production at all and then in spring there are period s of quite stable production. For
Dataset II we cannot see such obvious patterns but still there is a tendency for less energy
production in winter months what is sensible. Seasonal patterns might be highlighted by
ARIMA models however in order to retrieve a formal expression of seasonal fluctuations
usually more than two seasonal periods are required.
Histogram visualization
Histogram visualization is one of the most preferable one as it shows the distribution of
the values in data and its skewness.
As seen in Figure 4.2(a), temperature distribution is close to normal one with more
temperature values in range from 2◦C to 10◦C. The distribution of precipitation is right
skewed, or non-symmetric (Fiure 4.2(b)). Also we can see that there are quit a lot missing
values which needs to be preprocessed before feeding this attribute to some models (as it
was described in Section 4.1.1).
The histogram plots of energy production for Dataset I (Figure 4.3(a)) and Dataset II (Fig-
ure 4.3(b)) shows that energy production is not normally distributed and have two peaks:
in the very beginning of the value axe and at the very end. First it makes forecasting
task more difficult and second there are some primary statistical preprocessing required
for ARIMA models which are described in Section 4.2.
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(b) Hydropower plant located in the valley (Dataset II)
Figure 4.1: Hydropower plants’ energy production
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Figure 4.2: Density histogram of weather attributes
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Figure 4.3: Density histogram of energy production
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Figure 4.4: Scatter plots of Temperature vs. Energy production
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Figure 4.5: Scatter plots of Precipitation vs. Energy production
Scatter plot visualization
A scatter plot is an effective tool for visualizing the association between two variables
– how change in one variable cause a change in another – and also an effective tool for
determining outliers in data.
Scatter plots of temperature vs Energy production (Figure 4.4) shows two tendencies
for both datasets: there are clusters on the border values of energy production (especially
we can see it for Dataset I) and quite not much dispersed remaining values however
there are some outliers. As for associations between precipitation and energy production,
as we can see from Figure 4.5, distribution points have lots of outliers and much more
dispersed comparing to temperature attribute what corresponds to the correlation analysis
performed in the previous section. Presence of outliers for precipitation can be explained
by the fact that some days there is no rain and other days it can be downpour, brief or
steady.
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In statistics outliers are usually discarded from data in order to have it pure. In
machine learning one of the main objectives rather to find robust to noise and outliers
models which are to find those dependencies than to simplify a problem, but nevertheless
we should keep in mind that it would complicate the task and effect the performance.
4.2 ARIMA
The first experiment referred to statistical approach, namely ARIMA. We have used this
approach for both datasets but we explain all those steps involved in this experiment
referring to Dataset I.
ARIMA models implementation are available in many statistical tools and one of
them – R implementation which is very popular for time series analysis. R is a free
software environment for statistical computing and runs on UNIX platforms, Windows
and MacOS [3]. During this project ARIMA models implemented in package ‘forecasts’
were used [22]. The R log is documented in CD attached with this report.
As ARIMA models cannot deal with attributes and consider only a target time series (in
our case it is production) new .csv files were composed containing only hourly production
time series.
The first step in statistical analysis using ARIMA is to decompose a time series into
seasonal, trend and random components. R needs a time series having more than two
periods to decompose it and as given data has less than two full years (we assume that
processes have yearly seasonality) R could not decompose it indicating that there are ‘no
or less than two periods’ even though we can see that there is no production in winter for
Dataset I and this is due to seasonality (Figure 4.1).
A non-seasonal time series consists of trend and irregular components. For this purpose
it is common to use a smoothing method such as simple moving average. However as we
have seen (Figure 4.1) the processes have threshold and do not exceed particular values
so we can assume having no trend components.
As specified by Box and Jenkins [17] in order to get a proper ARIMA model we need
to perform the following steps: to select a model, estimate its parameters and estimate
the result.
We began the model selection by differencing initial process as in order to apply
ARIMA(p, d, q) the dth differences of the process should be stationary. We performed
the 1st order differencing and observed Autocorrelation function (ACF) and Partial Auto-
correlation function (PACF). As seen in Figure 4.6 the process of first differences appear to
be stationary in mean and variance as the process fluctuates constantly about 0 level over
time and autocorrelation function cuts off sharply to zero after the first lag while partial
autocorrelation function tails off to zero very slowly and changes in magnitude Figure 4.7.
Based on these observations we can conclude that the once differenced time series is sta-
tionary enough to proceed further. It means parameter d = 1 in ARIMA(p, d, q) model.
MA(q) (Moving Average) process parameters can be determined by examining auto-
correlation function and AR(p) (Autoregression) process parameters – based on partial
autocorrelation function (or we can choose ARMA(p, q)). We used the principle of parsi-
mony to choose the model: we assume that the model with fewest parameters is the best.
So we concluded that the given process can be modeled as MA(1) (since autocorrelation
functions cuts off to zero after lag 1). So we proceed further with ARIMA(0,1,1) model.
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Figure 4.6: 1st differences of the initial process (Dataset I)
ARIMA model MAE RMSE AIC σ2
Dataset I (1−B)xt = ωt + 0.023ωt−1 0.0469 0.1627 -25913.53 0.0116
Dataset II (1−B)xt = ωt − 0.1649ωt−1 0.0583 0.2018 -10780.87 0.0298
Table 4.2: Results of ARIMA models
Fitting ARIMA(0,1,1) model to the time series we found coefficients of the model. The
estimation of the model involved residual analysis. As seen in Figure 4.8 the autocorre-
lation function of the residuals shows that none of the sample autocorrelations for lags
1-20 exceed the significance bounds. It is also a common practice to perform a Ljung-Box
test for examining the null hypothesis of independence in a given time series [26]. In our
case the p-value for the test is near 0.8 which indicates a normality of estimation. The
histogram of the residuals of a forecast errors shows that the forecast errors are roughly
normally distributed and the mean seems to be close to zero (Figure 4.9). Based on the
autocorrelation function, Ljung-Box test and residuals distribution we can conclude that
there is little evidence for non-zero autocorrelations in the forecast errors and the chosen
model gives an adequate forecast.
Following the steps described above ARIMA(0,1,1) model for Dataset I were chosen.
During the model identification step for Dataset II the behaviuor of autocorrelation and
partial autocorrelation functions were found to be almost the same for a single differenced
time series, so ARIMA(0,1,1) was chosen for Dataset II as well. We built the models on
90% of the initial datasets and used remained 10% for out-of-sample testings (to build
such model we need to update it by adding additional observations as ARIMA models in
R cannot refit a model on a new data): we withhold 10% observations from the dataset
when fitting, then compute the one-step forecast errors for the out-of-sample data. The
summary of performance and findings about models are shown in Table 4.2.
AIC in Table 4.2 stands for Akaike Information Criterion [10]. Models having lower
AIC are considered to be better than those having higher values. For both models the
value of AIC indicates a good quality of a model. Similarly the value of a σ2 is also an
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Figure 4.7: Autocorrelation and Partial Autocorrelation functions of the 1st differences (Dataset I)
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Figure 4.8: Autocorrelation function of residuals (Dataset I)
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Figure 4.9: Distribution of forecast residuals (Dataset I)
4.3. Regression Analysis 43
Forecasts from ARIMA(0,1,1)                   
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Figure 4.10: ARIMA forecast for Dataset I
important aspect of a model estimation: models with lower values of σ2 are considered to
be better than those having higher values.
ARIMA forecast can present a point forecast which means that this is the mean of the
distribution of a future observation given the past observation of a time series. As we can
see form Figure 4.10, the forecast function is flat: the future observations have the same
mean. It once more tells us that there is no trend or seasonal components in the initial
time series.
Forecasting with ARIMA involves estimating prediction intervals which is usually 80%
and 95% (light blue and blue on Figure 4.10 respectively). One worrying thing about the
models is that these intervals lie under zero level (and production cannot be negative) and
above the threshold (indicating maximum possible production value of a power plant).
The reason is that the ARIMA forecast functions in R do not know that the variable can
only take values between some particular boundaries. Clearly this is not a very desirable
feature of our current predictive model.
4.3 Regression Analysis
As we have described in Section 2.7.1 regression analysis is one of the widely used machine
learning tools due to the fact that built models are easy to interpret. Hence there are a lot
of tools having regression implementation. For this experiment Weka implementation was
chosen since Weka is an open source software, has no limits for the number of instances and
contains tools for data preprocessing, visualisation, implementation of regression, rules,
Support Vector Machines and others [5].
There are several regression methods available in Weka:
• Simple Linear Regression
• Linear Regression
• REP.Tree
• M5P
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Lag
value
Error Simple
Linear
Regres-
sion
Linear
Regres-
sion
REP.Tree M5P M5Rules M5P on
training
set
lag = 3
MAE 0.0587 0.0599 0.0743 0.0599 0.0606 0.0506
RMSE 0.2085 0.2019 0.1979 0.1856 0.195 0.1565
RAE 5.93% 5.96% 7.50% 6.05% 6.12% 3.59%
RRSE 18.55% 17.97% 17.60% 16.51% 17.34% 10.11%
lag = 5
MAE 0.0587 0.06 0.0902 0.0586 0.0627 0.0476
RMSE 0.2086 0.2029 0.2133 0.1936 0.2107 0.1506
RAE 5.93% 6.06% 9.10% 5.92% 6.33% 3.38%
RRSE 18.55% 18.05% 18.96% 17.22% 18.74% 9.73%
lag = 7
MAE 0.0588 0.0604 0.0789 0.0597 0.0619 0.0457
RMSE 0.2088 0.2033 0.2159 0.2022 0.1923 0.1448
RAE 5.92% 6.09% 7.95% 6.02% 6.24% 3.24%
RRSE 18.55% 18.06% 19.19% 17.96% 17.09% 9.35%
lag =
10
MAE 0.0588 0.0616 0.0816 0.0633 0.0633 0.0465
RMSE 0.209 0.2039 0.2029 0.2014 0.2014 0.1386
RAE 5.92% 6.20% 8.2152% 6.37% 6.37% 3.30%
RRSE 18.55% 18.11% 18.0137% 17.88% 17.88% 8.96 %
Table 4.3: Performance of regression models for different window sizes for Dataset II
• M5Rules
According to Weka documentation [5] Simple Linear Regression learns a regression
model which regress only on a single attribute. The model picks the attribute which results
in the lowest squared error. Linear Regression is an implementation of linear regression
which uses an Akaike information criterion for model selection [10]: models with lower
value of the criterion are considered to be better. REP.Tree builds a regression tree
using variance. Model trees are implemented as M5P algorithm1. M5Rules is a list of
rules based on M5 trees which uses separate-and-conquer concept for rules generation. In
each iteration it takes a built model tree and makes ‘best’ leaf into a rule.
In order to be able to compare results with the previous experiment results each dataset
was split into two parts: 90% for training and 10% for testing.
This experiment treated all the attributes, namely month, day of month, hour, temper-
ature and precipitation. Energy production attribute was a dependent (target) attribute.
In order to build a good forecasting model all the attributes should be considered from
the point of view of how they influence on the resulting performance as sometimes an
attribute does not give relevant information. Along with exogenous attributes different
window sizes (we will also refer to it as ‘lag’) of dependent variable – which shows how
many previous values would be used for prediction model building – should be considered
in order to find an optimal one.
First for choosing the lag number to work with we run all the described algorithms
with the lag ranging form 3 up to 10 for both datasets. From Table 4.3 we can see that
errors is slightly growing with the growing lag number starting from lag = 5.
It can be explained taking into consideration that bigger numbers of lag values lead to
1Original M5 algorithm was invented by R
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Figure 4.11: M5P RMSE on training and test sets for Dataset II
overfitting. In order to see if there is an overfitting two tests should be carried on: check
the performance on the training set (train and test on the same data) and on the test set
– overfitting would lead to the decreasing error value with the growing window size on
training set and increasing on test set. If we check this with the results obtained by M5P
on the training set it seems that the more previous values are considered by model the
more the model overfits data since the error on the training set getting smaller and on the
test set bigger with the growing lag value (Figure 4.11).
Noteworthy that as there were no exogenous attributes in this experiment we can con-
sider this process as an autoregressive one and as we have seen from the previous exper-
iment (Section 4.2) autoregressive process for single differenced time series was regressed
only on one previous value.
One of the possible solutions to avoid overfitting for trees is pruning – reduction of
the size of the resulting tree by removing those branches which do not improve accuracy.
Nonetheless this technique did not give much improvement for higher values of lag and
did not outperformed simple model with lag=3, so we decided to proceed with this value.
We can see form Table 4.3 that there is no method which would be best in terms of
all errors but still M5P seems to work better than others for all window sizes. Simple
linear regression and linear regression have worse accuracy and in some cases simple linear
regression showed even better result then linear regression. However simple linear regres-
sion, picking one of the attributes to regress on, picked far past value what seems to be
not a sensible solution. M5Rules which are generated from M5Trees have almost the same
but little worse accuracy than M5Trees what was expectable.
The unexpected result was obtained with regression trees which should be better pre-
dictor than linear regression but not. One of the possible explanation could be the fact that
regression tree model built 191 branches with pruning applied, comparing to 30 branches
for model trees. Without pruning regression tree model had 1195 branches: that is almost
one branch for each 10 values in the data and moreover if we look at the distribution of
energy production, where most values lie whether in the very beginning or in the end of the
scale (Figure 4.3), we can assume that there is almost one leaf for 1-3 values. Obviously it
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Model
No.
Model MAE RMSE RAE RRSE No.
of
Rules
1 Prod ∼ Month + Day +
Hour + Temp + Prec +
lag3
0.0715 0.1952 7.22% 17.36% 92
2 Prod ∼ Month + Day +
Temp + Prec+ lag3
0.0743 0.1963 7.50% 17.46% 81
3 Prod ∼ Month + Temp
+ Prec + lag3
0.0689 0.1883 6.96% 16.75% 59
4 Prod ∼ Temp + Prec +
lag3
0.0658 0.1881 6.65% 16.73% 46
5 Prod ∼ Temp + lag3 0.0658 0.1881 6.65% 16.73% 46
6 Prod ∼ Prec + lag3 0.0616 0.1873 6.22% 16.66% 44
7 Prod ∼ Temp + Prec 1.0275 1.293 103.77% 115.03% 237
Table 4.4: Results of M5P algorithm with different sets of attributes (Dataset II)
as a too complex model which overfits the data and cannot properly deal with the out-of
sample data.
The next step is to choose the proper model considering exogenous attributes. Given
the previous results we decided to proceed with linear regression and M5P models and lag
equals 3.
As it was described above, there are five attributes: month, day of month, hour,
temperature and precipitation. Several models were built which considered different sets
of the attributes and windiw size 3. As we can see from Table 4.4 attributes related to
date – month, day of month and hour – did not give any improvement. We have started
building models having all the attributes and then, with removing one after another, the
models performed better and better. Noteworthy that linear regression models did not
considered date attributes at all and had the same errors values for each model except
those having temperature and precipitation separately.
The model which considers precipitation looks like being the best one but if to compare
these results with results obtained by the models which do not consider any exogenous
input at all (Table 4.3) the latter one gives better results. Moreover the last model
(Table 4.4) having only temperature and precipitation as attributes and no information
about energy produced in last hours performed even worse than just predicting the mean of
the process (it is indicated by the RRSE more than 100%) and build extremely complex
model with lots of branches comparing to previous ones. It means that for regression
models knowledge about the process itself gives more information gain than knowledge
about exogenous features.
However for the Dataset I results are slightly different (Table 4.5). We have carried out
all the experiments described above. In both cases date attributes are irrelevant: caused
more complex models and worse performance. Meanwhile adding attribute ‘precipitation’
improved performance of the model and again we can see that to build a good model we
need knowledge about the previous production as well.
Comparing obtained results with ARIMA models we can conclude that there is little
difference between them: as for MAE ARIMA gives slightly but better result, but in terms
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Model
No.
Model MAE RMSE RAE RRSE
1 Prod ∼ Temp + Prec + lag3 0.0534 0.1711 8.50% 22.63%
2 Prod ∼ Temp + lag3 0.0514 0.1795 8.19% 23.74%
3 Prod ∼ Prec + lag3 0.0503 0.1805 8.00% 23.87%
4 Prod ∼ Temp + Prec 0.7908 0.9454 125.87% 125.03%
5 lag3 0.0517 0.1832 8.23% 24.22%
Table 4.5: Results of M5P algorithm with different sets of attributes (Dataset I)
of RMSE regression models performed much more better. The results are almost the same
so it could be because ARIMA uses regression (on the process itself) and all the regression
models considered above also regress on the dependent value as it gives a lot of information
about the process.
4.4 Neural Networks
This part of Chapter 4 describes experiments which deal with artificial neural networks:
feedforward and recurrent. For both cases we started with simple configurations of neural
networks and proceed to more complex ones. As a tool MATLAB for this experimentation
was used. Since MATLAB has random initialization for neural networks we have run each
configuration 5 times and then select model with the best result.
As it was mentioned in the very beginning if this chapter neural networks have some
peculiarities when splitting dataset: along with training and test sets neural networks
need validation set. As we have previous models being tested on the last 10% of given
time series, the model was trained on 80%, validated on 10% and tested on 10%. However
there is one more thing worth to remember: standard MATLAB function divides dataset
randomly. First of all time series should be split by blocks not randomly and tested on
the last part as we cannot use future to predict the past (usually when doing this the
forecast might be better but the question is then whether we can consider it as a forecast).
Second we need the same parts for testing for comparable results. From this consideration
standard divideFcn was forcibly set into divideblock.
The performance error that MATLAB uses for training a network is mean squared
error (MSE). It is used during updating network weights. As we have discussed before
mean absolute error (MAE) is the most preferable measure when dealing with time series
so for comparable results other measures were also calculated: MAE and RMSE.
The MATLAB scripts are documented in CD attached to this report.
4.4.1 Feedforward Neural Networks
We have discussed in Section 3.1.2 that there are two things which can affect the perfor-
mance of neural networks: architecture and initial parameters. In this experimentation
session we have started with simple architecture – one hidden layer with five nodes in
it – and proceed to more complex ones. The basic architecture of a neural network is
presented on Figure 4.12. There is an input block where input attributes are fed. In the
hidden block there could be several hidden layers with several nodes and sigmoid function
logsig is used. For an output layer linear function purelin is used. According to [33]
48 Chapter 4. Experiment
Figure 4.12: Feedforward Neural Network architecture
Figure 4.13: Overfitting of a neural network with 3 hidden layers and 20 nodes in each hidden
layer
such architectures – with sigmoid function in hidden layer and linear function in output
layer – can approximate every function.
When using feedforward neural network in Matlab, the default training function is
the Levenberg-Maarquardt algorithm, trainlm as MatLab command. For feedforwardnet
you can use 9 different training functions, while the fastest training function is generally
trainlm. The trainlm method is less efficient for deep networks with thousand of neurons
because in this case it requires more memory and more computation time. Also, trainlm
performs better on function fitting (nonlinear regression) problems than on pattern recog-
nition problems [14].
Hence as a train algorithm mostly Levenberg-Marquardt backpropagation algorithm
was used (trainlm in MATLAB) – one of the fastest and accurate algorithms for big
datasets. We have also used other training algorithms but results was not as good as for
the chosen one and training time was big comparing trainlm.
It was found that Levenberg-Marquardt backpropagation algorithm trainlm works
better for small number of hidden layers and nodes, as it was mentioned above. Also,
even if we could observe good performance for big numbers of nodes, there was usually
overfitting observed. You can see an example on Figure 4.13, where with the growing
number of epochs the error on training set decreasing and on test set increasing.
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Architecture
Attributes No. of
hidden
layers
No. of
nodes
MSE MAE RMSE
Prod ∼ Month + Day + Hour
+ Temp + Prec + lag5
1 8 0.0244 0.0518 0.1463
Prod ∼Month + Day + Temp
+ Prec+ lag5
1 10 0.0204 0.0575 0.143
Prod ∼ Month + Temp +
Prec + lag5
1 7 0.02 0.0505 0.1415
Prod ∼ Temp + Prec + lag4 1 10 0.0234 0.0565 0.1529
Prod ∼ Temp + lag5 1 10 0.0234 0.0565 0.1529
Prod ∼ Prec + lag5 2 5:5 0.0234 0.0438 0.1529
Prod ∼ lag5 2 5:5 0.0249 0.0493 0.1546
Table 4.6: Performance of feedforward neural networks with different attributes (Dataset I)
Architecture
Attributes No. of
hidden
layers
No. of
nodes
MSE MAE RMSE
Prod ∼ Month + Day + Hour
+ Temp + Prec + lag5
2 10:10 0.032 0.0614 0.1788
Prod ∼Month + Day + Temp
+ Prec+ lag4
1 8 0.0277 0.0617 0.1665
Prod ∼ Month + Temp +
Prec + lag5
1 10 0.0334 0.0675 0.1828
Prod ∼ Temp + Prec + lag5 1 10 0.0281 0.0624 0.1678
Prod ∼ Temp + lag5 1 7 0.0271 0.0602 0.1647
Prod ∼ Prec + lag5 2 5:5 0.0276 0.0555 0.166
Prod ∼ lag5 2 10:10 0.0255 0.0519 0.1598
Table 4.7: Performance of feedforward neural networks with different attributes (Dataset II)
Also the results were not consistent: even if there is a tendency to perform worse on
big architectures for trainlm we cannot say that performance is getting better or worse
gradually. It could be because of in MATLAB initial weights are taken randomly each
time a script is run so it could affect the results.
As neural networks are considered to be an universal approximator which is capable
of finding seasonal, trend components and other complex dependencies within data we
have included all the attributes as input parameters and then observed how forecasting
performance would change with removing some of the parameters. Also different window
sizes were considered and in experimental way the lag=5 was found to be the optimal one
and we proceeded mostly with this value. Results of the best architectures for each input
attributes set are presented in Table 4.6 for Dataset I and in Table 4.7 for Dataset II.
As we can see the best result for Dataset I has been obtained with 5 nodes in each
of two hidden layers – 0.0438 in terms of MAE – and with precipitation and window of
5 as input attributes. Including date attributes only worsened net performance as well
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as temperature and provided noise to the models however the effect of other attributes
was difficult to comprehend as error rates were quite fluctuating. Precipitation as it
was expected (this hydropower station is located in mountains) improved performance
and authors truly believe that enriching of the datasets with more precise data about
precipitation levels could improve overall performance for Dataset I.
Results for Dataset II tell us that there is little evidence of weather impact was found
by trained networks and the best result was obtained by the model having only window of
5 of previous values as input attributes. Again it could be explained by the peculiarities of
the hydropower plant location: it is located in the valley and there is a pond near it. For
sure neural networks are capable of finding long-term dependencies as we can consider this
one but in order to find them more data is required in order to perform a deep learning
without overfitting.
Comparing with previous experimentations results feedforward neural networks per-
formed slightly better for both datasets.
4.4.2 Recurrent Neural Networks
Using MATLAB for experimentation with recurrent neural networks needs an investigation
of some peculiarities of its implementation. Basically there are three types of models in
MATLAB for time series prediction (in standard package) [7]:
• NARX – Nonlinear Autoregressive with External (Exogenous) Input (predict series
y(t) given d past values of y(t) and another series u(t));
• NAR – Nonlinear Autoregressive (predict series y(t) given past values of y(t));
• Nonlinear Input-Output (predict series y(t) given d past values of series x(t)).
In this experimentation session we deal with two first models: NARX and NAR.
NAR is the most simple one as it uses only one series – the process itself. The
future values of a time series y(t) are predicted only from past values of that series
y(t− 1), . . . , y(t− n):
y(t) = f(y(t− 1), . . . , y(t− d)) (4.1)
This form of prediction is called nonlinear autoregressive, or NAR.
According to MATLAB Documentation [7] ‘nonlinear autoregressive network with ex-
ogenous inputs (NARX) is a recurrent dynamic network, with feedback connections en-
closing several layers of the network. The equation for the NARX model is
y(t) = f(y(t− 1), y(t− 2), . . . , y(t− n), u(t− 1), u(t− 2), . . . , u(t− n)) (4.2)
where the next value of the signal y(t) is depended on the previous values of the signal
itself y(t− 1), . . . , y(t− n) and exogenous signal values u(t− 1), . . . , u(t− n).
The basic architecture of recurrent neural networks in MATLAB is presented on Fig-
ure 4.14. There is an input block with two time series. Delays in hidden layer can be
customized (the default value is 2) and correspond to n in Equasions 4.1 and 4.2 or num-
ber of feedback delays. As in feedforward networks sigmoid function logsig is used in
hidden layer and linear function purelin in output layer.
During the training process NAR and NARX models instead of predicted (estimated)
values which should be fed to the input due to recurrence, the actual values known on
the stage of training are fed to the input [51]. This series-parallel architecture has two
advantages:
• The input is more accurate
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Figure 4.14: NAR Neural Network architecture
Architecture
No. of
nodes in
hidden
layer
No. of
feedback
delays
MSE MAE RMSE
10 1:2 0.0112 0.0325 0.1057
7 1:5 0.0102 0.0302 0.101
10 1:5 0.0097 0.0269 0.0986
25 1:5 0.0096 0.0275 0.098
30 1:5 0.0102 0.0301 0.1009
10 1:10 0.0101 0.0284 0.1004
20 1:10 0.0098 0.0286 0.0991
30 1:10 0.0102 0.0287 0.101
40 1:10 0.012 0.0396 0.1095
24 1:24 0.0112 0.0439 0.1059
Table 4.8: Performance of NAR network on Dataset I
• Backpropagation can be used for training of such network
The series-parallel configuration (open loop) is used for one-step-ahead prediction and
useful for training. Using a toolbox function closeloop we can make a NARX (or NAR)
network to be a closed-loop network which perform an iterated prediction over many steps
and is used for multi-step-ahead prediction.
By default all of the training (including validation and testing) is done in open loop,
even if a closed loop network is being trained. After the network is trained and validated in
open loop, it is transformed to closed loop for multi-step-ahead prediction. A closed loop
network can be configured from the very beginning for all the steps (training, validation
and testing), however, it takes longer and the resulting performance is not as good as
using series-parallel training.
We divided the dataset by blocks the same way as in previous NN experiments: 80%
for training, 10% for validation and 10% for testing.
One of the main parameters in such RNN is a feedbackDelays, which indicates how
many previous values will influence forecasting.
In Tables 4.8 and 4.9 the results of NAR networks on Dataset I and Dataset II respec-
tively are presented. We can see that better performance was achieved with delays from 1
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Architecture
No. of
nodes in
hidden
layer
No. of
feedback
delays
MSE MAE RMSE
7 1:2 0.0275 0.0649 0.1659
6 1:5 0.0266 0.0554 0.163
10 1:5 0.026 0.0505 0.1613
14 1:5 0.025 0.0493 0.158
25 1:5 0.0246 0.0501 0.1569
10 1:10 0.0261 0.0501 0.1616
20 1:10 0.0251 0.0526 0.1584
30 1:10 0.0265 0.0618 0.1628
7:7 1:5 0.0254 0.0515 0.1594
10:10 1:5 0.0251 0.0521 0.1585
Table 4.9: Performance of NAR network on Dataset II
to 5. Bigger values of feedback delays led to overfitting and hence performance on test sets
were unsatisfactory. Interesting that for Dataset I performance improved much more than
for Dataset II if to compare with the performance of feedforward neural networks. Thus,
taking the best performances, for Dataset I MAE improved from 0.0438 for feedforward
nets to 0.0269 for recurrent nets and that is almost 38%. For Dataset II MAE improved
from 0.0519 for feedforward to 0.0493 for recurrent networks what is only 5%.
We have proceeded with NARX networks and results are presented in Tables 4.10 and 4.11
for Dataset I and Dataset II respectively. In NARX networks besides feedback delays there
are also input delays which indicate delays on the attributes of exogenous input. Again
there is a little evidence of temperature correlation with the performance of NARX net-
works. Also date attributes brought a noise effect. Comparing to NAR and feedforward
networks results NARX gives some improvement for both datasets and again precipitation
has more influence on forecasting for Dataset I. MAE for Dataset I fell for almost 40%
comparing to feedforward networks and other models as well. For Dataset II difference is
about 5%. One of the possible explanation to this fact could be the quality of the datasets:
it could be more noisy values. Also, there could be more complex dependencies outliers
in Dataset II which recurrent neural networks was not possible to reveal.
4.5 Support Vector Machines
This experimentation deals with Support Vector Machines and its implementation in Weka
was chosen as a tool. SVM for regression problem is implemented in Weka as SMOreg.
However as it was described in theory section SVM has parameters and they affect models
performance. Our approach here was to run each dataset trying different values of the
parameters in a specified range and find the optimal ones.
The main disadvantage of SVM models is that it is very slow: time to build a model
depends on the complexity of this model and with the growing parameters values can in-
crease exponentially. Taking into consideration this fact we have decided to omit date and
temperature data and make experimentation with datasets including only precipitation as
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Architecture
Attributes No. of
nodes in
hidden
layer
No. of
feed-
back
delays
No. of
input
delays
MSE MAE RMSE
Prod∼Month + Day
+ Hour + Temp +
Prec
10 1:5 1:5 0.0109 0.0473 0.1046
Prod∼Month + Day
+ Temp + Prec
10 1:7 1:7 0.0107 0.0389 0.1035
Prod ∼ Month +
Temp + Prec
8 1:5 1:5 0.0105 0.0353 0.1023
Prod ∼ Temp + Prec 8 1:5 1:5 0.0199 0.0281 0.141
Prod ∼ Temp 10 1:7 1:7 0.0353 0.0313 0.188
Prod ∼ Prec 7 1:5 1:5 0.0111 0.0234 0.1055
Table 4.10: Performance of NARX network on Dataset I
Architecture
Attributes No. of
nodes in
hidden
layer
No. of
feed-
back
delays
No. of
input
delays
MSE MAE RMSE
Prod∼Month + Day
+ Hour + Temp +
Prec
10 1:5 1:5 0.0253 0.0595 0.1589
Prod∼Month + Day
+ Temp + Prec
10 1:7 1:7 0.0285 0.0614 0.1687
Prod ∼ Month +
Temp + Prec
10 1:5 1:5 0.0251 0.0545 0.1583
Prod ∼ Temp + Prec 10 1:7 1:7 0.0239 0.0515 0.1547
Prod ∼ Temp 8 1:5 1:5 0.0241 0.0515 0.1551
Prod ∼ Prec 8 1:5 1:5 0.024 0.0511 0.155
Table 4.11: Performance of NARX network on Dataset II
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exogenous attribute.
SVM has a parameter C which is a width of the tube  which should be chosen in
such a way in order to not overfit data (see Section 2.7.3). This parameter is defined by a
user, so to find the optimal value of C a set of experiments was carried on. We tried out
RBFKernel (in an experimental way we found that σ = 6 was the best for this kernel) with
different values of the C parameter to find the optimal one. We have done this experiment
just to find optimal C width with the small lag = 5, because SVM takes lots of time to
be trained.
C MAE RMSE RAE RRSE
0.1 0.0544 0.1833 5.50% 16.17%
0.5 0.0544 0.1825 5.50% 16.06%
1 0.0541 0.1817 5.47% 16.02%
2 0.0544 0.1821 5.49% 16.17%
3/2.5
Table 4.12: Performance of the RBFKernel (σ = 6) for different values of tube width C (Dataset II)
When C is close to zero all instances will be support vectors. The bigger number of
C indicates the bigger error when fitting a function but less overfitting and finding the
optimal one is a cornerstone of building such models. As you can see from Table 4.12 for
our dataset the optimal value of C is 1. So for the other kernel functions we used this
value.
A power of PolyKernel polynom is implemented in Weka as an exponent parameter.
We tried out two different values of the exponent: exp = 1 and exp = 2. As time to build
models for exp = 2 was too big and results much worse, we did not do it for exp = 3 and
higher values, and the result are in Table 4.13.
Exponent MAE RMSE RAE RRSE Time to
build model
1 0.0576 0.2078 5.82% 18.49% 141 sec
2 0.3132 0.4185 31.63% 37.23% 2560.88 sec
Table 4.13: Performance of the RBFKernel (σ = 6) for different values of tube width C (Dataset II)
When the exponent equals 1 the model is linear. The performance of the PolyKernel
was better when the exponent equals 1 so the best model here is linear, not exponent.
The PUK kernel function (Pearson VII) can be used as general kernel function. As
known from theory when ω is close to 0 it performs like RBF and higher order polynomial
functions. As we can see from Tables 4.12 and 4.14 performance of RBFKernel and Puk
kernel are similar. This is due to the fact that Puk is a general form of RBFKernel function
and that is just a special cases of it.
If you look at the performance of Puk for different values of ω (Table 4.14), you can
see that for the ω = 0.5 and ω = 1.0 the performance was the best. The value in region
0.25−0.75 represents a linear function [58], so again linear representations are better than
polynomial. For next experiments with different lag values we will use ω = 1.0.
As we can see from the experiments, Puk and RBF kernels are much better than
PolyKernel and NormPolyKernel and we have proceeded with Puk and RBF kernels for
lags 4, 5, and 7 (Table 4.15).
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ω MAE RMSE RAE RRSE
0.01 0.0537 0.1888 5.42% 17.10%
0.1 0.0537 0.1888 5.42% 16.79%
0.5 0.0542 0.1824 5.47% 16.23%
1.0 0.0543 0.1817 5.48% 16.29%
2.0 0.0546 0.1832 5.51% 16.30%
5.0 0.0551 0.1846 5.5624% 16.42%
Table 4.14: Performance of the RBFKernel (σ = 6) for different values of tube width C (Dataset II)
lag = 3 lag = 4 lag = 5 lag = 7
Method Puk
ω = 1
RBF
σ = 6
Puk
ω = 1
RBF
σ = 6
Puk
ω = 1
RBF
σ = 6
Puk
ω = 1
RBF
σ = 6
MAE 0.0543 0.0541 0.0533 0.0536 0.0521 0.0521 0.0527 0.0535
RMSE 0.1817 0.1817 0.1871 0.1898 0.1874 0.1874 0.1908 0.1971
RAE 5.48% 5.47% 5.38% 5.41% 5.25% 5.25% 5.32% 5.39%
RRSE 16.17% 16.17% 16.64% 16.88% 16.66% 16.66% 16.95% 17.51%
Time
to
build
model
(sec)
685.77 1147.92 1338.66 1225.32 1272.41 1502.33 919.07 1289.41
Table 4.15: Performance of the RBFKernel (σ = 6) and Puk σ = 1 for different lag values
(Dataset II)
From Table 4.16 and Figure 4.15 we can see that models with lag=5 performed better
than others and the same is for both datasets. Puk kernel with ω = 1 was used for all
models here. The resulting performance for Dataset I and Dataset II presented in Ta-
ble 4.16. Generaly SVM worked better for models containing only lag attributes without
precipitation.
For Dataset I in terms of MAE SVM performed better than other models except recur-
rent neural networks, and for Dataset II improvement was not that big but performance
was almost the same as feedforward neural networks. Even though the Puk function was
mostly used during this experiment session which can represent both linear and nonlinear
dependencies in some cases model used linear representation.
Again, one of the main disadvantages of SVM is that it takes a lot of time to train a
model and requires a lot of calculating resources what makes these models not a preferable
one if there is a model with almost the same performance. However authors believe that in
case of having dataset where precipitation attribute has better quality (measured hourly
Model MAE RMSE RAE RRSE
Dataset I
Prod ∼ Prec + lag5 0.0588 0.1907 9.36% 25.22%
Prod ∼ lag5 0.0387 0.1545 6.15% 20.43%
Dataset II
Prod ∼ Prec + lag5 0.0589 0.1906 5.96% 16.96%
Prod ∼ lag5 0.0521 0.1874 5.25% 16.66%
Table 4.16: Performance of SVM models
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Figure 4.15: Performance of SVM for different lag values (Dataset II)
and at the same location) and perhaps other attributes added SVM could find those
complex dependencies.
4.6 Summary
In this section experimentation with the datasets from hydropower plants was described.
Before starting the actual experimentation the preprocessing of the initial datasets was
carried out which included formation of the datasets structure, as each method and its
implementation in a certain tool have peculiarities about input format, splitting into
training and test sets, primary analysis of the datasets and their visualisation. As we
have two datasets from different hydropower plants experiments for each dataset were
carried out though both are time series gathered on a hydropower plants located nearby
but nevertheless having some peculiarities. Still main tendencies was the same for both
datasets.
Comparing performance of different models we can say that recurrent neuaral networks
performed best of all other methods however SVM showed also a good result. The results
and their discussion are described in Chapter 5.
Chapter 5
Discussion and Further Work
This chapter deals with discussion over the results and findings described in the previous
chapter. First, we compare results of different methods applied for the given time series
and their capability of finding dependencies in data. Second, the discussion of the impact
of different features are presented. Also we discuss the best obtained result (which was
given by recurrent neural networks) in terms of multiple-step-ahead prediction. Finally,
we propose further work as there is still a lot of room for improvement.
The experimentation session, described in previous chapter, was carried out on two
datasets which were gathered from two hydropower plants. These hydropower plants
are located in the nearby to each other however have some peculiarities. Thus one of
the hydropower plants, energy production of which is referred as Dataset I, is located in
rocky mountains and takes water resources from a river flow. The other one, referred as
Dataset II, is located in the valley and has a pond near it what means that it has water
almost all year around. As exogenous information precipitation and temperature features
were given although they had some mismatching in dimensionality (e.g. precipitation was
measured once a day at 7a.m. while energy production – each hour ) and were measured
not in the same location as power stations but in the nearest town.
Our main objective was to find the best model for forecasting of hydropower energy
production. For this purpose we have carried out several experimentation sessions which
involved different approaches to forecasting which can be divided into four main domains:
statistical, namely ARIMA, modeling, regression analysis, neural networks and support
vector machines. For each method a one-step-ahead prediction was performed. Although
a multiple-step-ahead prediction, for example next 24 or 48 hours, is of more interest,
this kind of prediction involves lots of modification in modeling and therefore was not
performed for all methods except for the best performed one – recurrent neural networks.
Taking an incremental methodology through the experimentation we began with the
linear models like ARIMA and simple linear regression and moved towards the more
complex ones like support vector machines. Altogether nine different techniques were
carried out:
• Autoregressive Integrated Moving Average (ARIMA)
• Simple Linear Regression
• Linear Regression
• Regression Trees (REP.Trees)
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• Model Treed (M5P)
• Model Rules (M5Rules)
• Feedforward Neural Networks (MLP – Multilayer Perceptron)
• Recurrent Neural Networks (RNN)
• Support Vector Machines (SVM)
The first method – ARIMA – was developed in purpose of time series analysis and quit
recommended for forecasting. Simple linear regression is the simplest method from all the
regression methods as it uses only one attribute in forecasting model while linear regression
uses all of them. Regression trees are trees developed for the purpose of regression, or
numeric, problems as model trees as well, however model trees can deal with more complex
models as it has regression expressions in its nodes while regression trees deals with numeric
intervals in its nodes. The most complex models here are neural networks and support
vector machines. The latter are started to be used for time series prediction later than
other described methods however according to case studies described in Chapter 3 gives
a promising results.
Referring to regression models it was expected that model trees give better results than
other methods presented in this domain however it was surprising to have regression trees
having the worst performance even over simple linear regression. One of the noteworthy
observations during regression tree building was the fact that the built tree had almost
200 branches and we have heuristically assumed that there was about 1-3 values for each
leaf in the tree. Of course this is a case of overfitting however tricks like pruning did not
give any improvement.
Having this in mind a summary of the best performance for ARIMA, model trees (as
a representative of regression domain models), feedforward and recurrent neural networks
and support vector machines is presented in Tables 5.1 and 5.2for Dataset I and Dataset II
respectively. As we have mentioned before in the thesis, as the main error measure for
comparing models Mean Absolute Error (MAE) was chosen as it is an average error
measure in time series prediction and not that sensible to outliers as Mean Squared Errors
(MSE and RMSE).
Model ARIMA Model trees MLP RNN SVM
(0,1,1) (Prec + lag3) (Prec + lag5) (Prec + lag5) (lag5)
MAE 0.0469 0.0503 0.0438 0.0233 0.0387
Table 5.1: Best obtained results for each model (Dataset I)
Model ARIMA Model trees MLP RNN SVM
(0,1,1) (Prec + lag3) (lag5) (Prec + lag5) (lag5)
MAE 0.0583 0.0616 0.0519 0.0511 0.0521
Table 5.2: Best obtained results for each model (Dataset II)
Referring to the research question No 1 we can see that recurrent neural networks give
best results for both datasets. Model trees could not beat traditional time series analysis
model – ARIMA. However neural networks, both feedforward and recurrent and support
vector machines could beat ARIMA result as we have expected. It was a finding for authors
that recurrent neural network performed better than feedforward: yes, historically RNN
are used for time series prediction due to its peculiarities of limited number of input
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variables as for big number the training time increase a lot. In the meanwhile as the latest
studies shows RNN are mostly being used for natural language processing problems such
as language modelling, machine translation and so on.
Regarding the ability of finding short-term and long-term effects we can see that by
taking into consideration the history of the process (input and feedback delays) RNN
were capable of finding short-term effect with a great success (for Dataset I). Yet RNN
performed best of others for Dataset II, the improvement of performance was not that big
as for Dataset I so a conclusion that for RNN long-term dependencies are of more difficult
suggests itself. However if we look at the performance of SVM which also gave a notable
result we can see that this model also improved the overall performance for Dataset I in
more degree than for Dataset II. We can see that SVM gave quit a promising result even
though it was originally invented for classification problems.
Of course finding a short-term dependencies is an easier task than finding long-term
ones and improvement for Dataset II was less notable. Looking in retrospect we could
have done another experiment involving deep learning with recurrent neural networks or
using other, much more complex, architectures involving dynamic memory modules, echo
stated networks and so on which are lately are using for finding long-term dependencies in
data. However for such experimentation a bigger datasets would be more appropriate as
given datasets are relatively small for deep learning – we have seen during experimentation
sessions that a increasing of feedback delays, or number of hidden layers, or number of
nodes in hidden layers led to better fitting but worse forecasting ability – and so applying
of those methods could lead to overfitting.
The research question No 2 throughout this work was estimating the effects of exoge-
nous features regarding the energy production process on hydropower plants which would
have a positive resulting impact on the built model in terms of accuracy. We had the
following attributes available for analysis:
• Time-related attributes including month, day of month and hour
• Temperature
• Precipitation
As we can see from Tables 5.1 and 5.2 mostly only precipitation attribute (referred as
‘Prec’ in Tables) was used in models building if at all. Calendar and time data impact as
a noise and decreased performance of the models a lot. Using temperature also did not give
any improvement although it has higher correlation with energy production comparing to
precipitation. Yet higher correlation does not mean dependency and this attribute also
was treated by models as noise attribute: for example linear regression model does not
include it into its model at all (as well as calendar attributes). Perhaps the model needed
just the knowledge of whether temperature was above or below zero: just to know about
the frozen state of the water – however we leave it as a room for further research.
It was interesting to observe the influence of precipitation in terms of different datasets.
As we remember Dataset I is the result of energy production of a hydropower plant lo-
cated in high mountains and Dataset II – the result of energy production of a hydropower
plant located in the valley. As it was expected the impact of precipitation was bigger
for Dataset I than for Dataset II: thus we can see that for Dataset I all the models ex-
cept SVM were using this attribute – although correlation between energy production of
Dataset II and precipitation was higher than for Dataset I. Actually we have expected
that precipitation would influence the accuracy of the models built for Dataset II in more
degree rather than for Dataset I. It can be illustrated by the fact that precipitation was
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measured only once a day – at 7a.m. – so in terms of time we could not expect to fol-
low the short-term effect of rain for Dataset I in proper way. However we can assume
that long-term dependencies for Dataset II is not that ‘short-term’ speaking of one day
measurements: perhaps there is more knowledge about the history of precipitation is re-
quired for building more accurate models. This assumption also can be based on the fact
that recurrent neural networks with exogenous input used an exogenous input delay – that
is a several previous values of precipitation while other models used just one, in-time value.
As the main scope of this work was to build a satisfactory forecasting model we need
to provide some remarks regarding it. First of all, we have compared all the models
in terms of MAE – Mean Absolute Error. Even though this is a reliable error measure
some percentage measure is more understandable for user to see if that performance was
satisfactory. Thus Mean Absolute Percentage error was used for this purpose. As we have
discussed in Section 3.2.3 this measure can be infinite if some of the target values equals
0. As we have a lot of instances having 0 value we could not use MAPE for representative
comparison of the models. However now we can exclude those 0-valued instances and
calculate MAPE for not the whole out-of sample data. Thus for Dataset I MAPE equals
3.93% and for Dataset II – 5.04%.
To have something to compare with we have also calculated MAPE error for the model
which would just make a prediction taking the previous value: that is, this hour energy
production would be the same as one hour ago. Thus for Dataset I it is 8.02% and for
Dataset II it is 9.12%, which is actually a surprisingly good predictor for such a simple
model. However the performance of RNN is much better. Also as it was described in
Chapter 4 by calculating RSE and RRSE we have seen that all resulting models are better
than just predicting the mean.
Further Work
Increasing the number of samples in datasets. During this work we have been con-
centrated on an hourly prediction. One of the things that arise is increasing a time scope
of a prediction, as sometimes energy producers need to know not the hourly production,
but, for example, daily. It could be easily done by summarizing hourly measures we had in
the given datasets and training those models on this new data, however with the increasing
a time scope we would reduce the number of samples in data and for two years it would
be relatively small datasets.
Another problem dealing with the number of instances in data aroused during the
work with neural networks, to be more precise – with performing deep learning. Hence
increasing the datasets size would help with performing different tasks and even more
models for forecasting could be tried out.
In case of a dramatically increasing of a dataset volume (or using several datasets)
one of the common techniques is data segmentation. That is dividing a dataset into
several different parts where each of them have some unique characteristics in terms of
this segmentation. These segments could train each model separately, for example a yearly
seasonality can be handled by clustering it into two parts: one of them for winter months
and another for remaining months. An interesting aspect here is the impact of precipitation
in summer and autumn, when a high correlation with the production is expectable. In
winter months precipitation does not have that big impact in data however it would have
it when it becomes melting – in the period when temperature changes from negative to
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positive. This could be handled either by segmentation into mentioned period or building
a seasonal pattern, however for the latter we need the data to be gathered on a longer
period of time.
One more concern about datasets is richness and quality. As we have described
before precipitation and temperature were measured in a nearby town not in the exact
locations of hydropower plants. Apparently this bring in more noise in data and may affect
the quality of prediction negatively as presence of noise and outliers is more likely to worsen
the results. Also there is a lack of domain knowledge – thus, having a knowledge about
discharge on a hydropower plant or a feedback about human (or machine) control of the
production process would benefit the forecasting accuracy especially for the hydropower
plant having a pond near it. The control of the production process – either human or
machine – plays an important role especially when building a predictive model. For
example, if a power plant has a dam, than a production process would be in high degree
depend on which amount of water a producer feed into the plant; then we cannot actually
rely on a model which consider only such attributes as precipitation, or temperature. So
we believe that it is very important to enrich the datasets yet the bringing in new factors
requires making new estimation of their impact on forecasting models accuracy.
However bringing in exogenous factors is a problem for forecasting in real-time. For
example, it would help to have predicted y(t + 1) once y(t) is available but before the
actual y(t+ 1) occurs. If some trained model is using exogenous attributes for prediction,
then it needs to know their values on the (t+1)-th point of time. Thus we need to predict
these attributes – in our case weather – as well what brings in more uncertainty in the
build model and impact with a bigger errors. Thus the weather forecasting should be also
considered and ensures that it gives a satisfactory forecasting.
Multiple-step-ahead prediction. In this work we only have considered one-step-
ahead prediction, however for applying time series prediction in practice usually requires a
multiple-step-ahead prediction, for example, for next 24 or 48 hours. As for our best model
– recurrent neural networks – we have actually briefly experimented with the usage of a
closed loop in RNN architecture: it replaces the feedback input with a direct connection
from the output layer. Obviously, as we increase a horizon of estimation, the error of a
model is also increasing – what we have also observed during our experimentation – errors
increased ∼15%.
However to estimate this model properly it would be helpful to have results of such
prediction from other models, but building models predicting several step ahead is the
other task and needs a lot of modifications to be done in models and we consider it as a
work having a scope of another research.
Hybrid learning is one of the domains that we have not considered during our work.
However a lot of authors, as we have mentioned in Chapter 3, have used hybrids applied for
time series forecasting. Usually, ARIMA with seasonal adjustment and neural networks.
Another promising technique is combining fuzzy logic with neural networks, echo state
neural networks and building different architectures of recurrent neural networks.

Chapter 6
Conclusion
The main objective of this work was to estimate different approaches applied to energy
production forecasting for small hydropower plants and determine the best forecasting
model analysing this two power plants as use cases. These hydropower plants have some
differences yet are located in nearby to each other. This gave us an opportunity to compare
different models in terms of finding short-term and long-term effects of precipitation.
Furthermore the thesis work attempted to analyze which exogenous features regarding
energy production process on a hydropower plant are relevant for building an accurate
prediction model.
From the energy production measurements of these two hydropower plants two datasets
were formed: Dataset I for the hydropower plant located in mountains with rocky ground,
and Dataset II for the the hydropower plant located in the valley and having a pond near
it.
Several models were built during experimentation session: statistical (ARIMA) and
machine learning (regression, neural networks, support vector machines) models. As an
input to these models different window size and attributes were fed. Attributes included
calendar data, precipitation and temperature. All the models were compared in terms of
mean absolute error (MAE) as because of lots of zero values in data commonly used mean
absolute percentage error MAPE would become infinite.
In terms of MAE the best method for both datasets was recurrent neural networks
(RNN). We have calculated MAPE for a part of datasets where we have excluded zero
values. For these subsets MAPE was 3.93% and 5.04% for Dataset I and Dataset II
respectively. These result (and results of the all other models used in experimentation) is
better than just predicting the mean and better than the model which would just make
a prediction taking the previous value: that is, this hour energy production would be the
same as one hour ago.
For the short-term dependency on rain effect RNN (we have assumed this to be
Dataset I) were capable to find it with a great success comparing to other methods and
even better than feedforward neural networks. It could be due to the fact that RNN use
a memory layer while feedforward nets do not what makes them a good fitting tool but
not the best predictor.
However we cannot say that RNN failed on the dataset with assumed long-term de-
pendencies (Dataset II). It also performed best of other methods but in less degree than
in the first case. However the other good performed prediction model – SVM – also gave
more improvement on Dataset I. Of course finding long-term effects is a more complex
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task than finding short-term, so looking in retrospect, it would be useful carrying out ex-
periments using deep learning however much bigger datasets would be more appropriate
for this task.
Estimation of the influence of exogenous input showed that such data as hour, day or
month were treated by the models as noise and worsen their accuracy. Using temperature
also did not give any improvement although it has higher correlation with energy pro-
duction comparing to the correlation of precipitation and energy production. The most
interesting attribute we have considered was ‘precipitation’ attribute which had low cor-
relation with the energy production of a power plant located in the valley and almost no
correlation with the energy production of a first power plant located in mountains. It is
reasonable to assume that for the latter precipitation should have more correlation but
the fact is that the measurement of precipitation was done once a day, not hourly, so it
is difficult to follow the actual fast precipitation effect of it. However for both datasets
mainly precipitation influenced in a positive way improving the overall accuracy of the
models.
The main point for further work is gathering more data in order to perform deep
learning experimentation and finding seasonal patterns, improving the quality of data –
that is gathering, for example, precipitation in the same scale as energy production and at
the same location, adding more features, for example the discharge attribute. Regarding
building forecasting models there is a variety of hybrid models which worth to be tried
out applying to the considered problem.
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